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Warranty 

All products manufactured by ICP DAS are under warranty regarding defective materials for one 

year, beginning from the date of delivery to the original purchaser. 

Warning 

ICP DAS assumes no liability for any damage resulting from the use of this product.  

ICP DAS reserves the right to change this manual at any time without notice.  

 

The information furnished by ICP DAS is believed to be accurate and reliable. However,  

no responsibility is assumed by ICP DAS for its use, nor any infringements of patents or other 

rights of third parties resulting from its use. 

Copyright 

Copyright © 2014 by ICP DAS CO., LTD. All rights are reserved.  

Trademarks 

The names are used for identification purposes only and may be registered trademarks of their 

respective companies. 

Contact Us 

If you have any problems, please feel free to contact us. You can count on us for a quick 

response. 

Email: service@icpdas.com 

 

 

 

 

 

 

 

 

 

 

mailto:service@icpdas.com
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Revision History 
The table below shows the revision history. 
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1.1.5 Apr. 2025  ̧ Add Section 3.2.3 (H) Low-Pass Filter 

1.1.4 May. 2024  ̧ Since FW3.11 (or later), the factory defaults for ID or 

password are not supported. Users need to create them 

during their initial login. Refer to Section 3.3 for the 

updated information on Authentication.  

 ̧ Since FW3.11 (or later), a maintenance feature has been 

added that enables users to export/import configurations, 

making bulk module configuration easier. Refer to Section 

3.6 for an explanation of Maintenance.  

1.1.3 Jun. 2023  ̧ Add Section 3.2.3-(F) NTC Thermistor Temperature 
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Analog Output Settings and 3.2.3. (E) Analog Input Settings. 
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Configuring the I/O Functions. 
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Chapter 1. Introduction 

The ET-7200/PET-7200 series is a kind of Ethernet I/O module, including Analog Input/Output, 

Digital Input/Output, Power Relay, Thermocouple, and RTD modules. The ET-7200/PET-7200 

series provides full networking capabilities, and a variety of I/O functions, together with 

web-based Ethernet I/O monitoring and control modules, meaning that the modules can be 

remotely controlled using the Modbus TCP/UDP protocol via a 10/100 M Ethernet network.  

 

Modbus has become the de facto standard protocol for industrial communication and is now 

the most commonly available means of connecting industrial electronic devices. This ensures 

that the ET-7200/PET-7200 series provides perfect integration with HMI, SCADA, PLC, and other 

industrial control software systems. 

 

 

 

 

 

 

 

 

 

 

 

Visit the ET-7000/ET-7200 selection guide page to choose the desired modules. 

Analog I/O Modules: 

https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet

__I_O__Modules+ET-7000#650 

Digital I/O Modules: 

https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet

__I_O__Modules+ET-7000#652  

Encoder/ Frequency/ Counter: 

https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_

O__Modules+ET-7000#654  

https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000#650
https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000#650
https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000#652
https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000#652
https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000#654
https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000#654
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Comparison between (P)ET-7000 and (P)ET-7200 Series 

The PET-7x00 has some unique features that are different from the ET-7x00 

 

Model ET-7000 PET-7000 ET-7200 PET-7200 

Software 

Embedded Web Server Yes 

Web HMI Yes 

I/O Pair Connection Yes 

CPU Module 

Dual Watchdog Module, Communication (Programmable) 

Ethernet 

Ports 1 x RJ-45, 10/100M Base-TX 
2 x RJ-45, 10/100 Base-TX,  

Switch Ports 

Security ID, Password, and IP Filter 

Protocol Modbus TCP and Modbus UDP 

LED Indicators 

System Operation Yes 

Ethernet Link/Activity Yes 

I/O Status - Yes 

Power 

Reverse Polarity Protection Yes 

Powered from PoE - Yes - Yes 

Powered from Terminal Block +10 ~ +30 VDC +12 ~ +48 VDC +12 ~ +48 VDC 

Power Inputs One pair Two pairs 

Mechanical 

Dimensions (mm) 72 x 123 x 35 (W x L x H) 76 x 120 x 38 (W x L x H) 

Other 

Reset Button - Yes 
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1.1. Features 

Power over Ethernet (PoE) 

The PET-7x00 series module features true IEEE802.3af-compliant (classification, Class 1) PoE 

technology that allows both power and data to be carried over a single Ethernet cable, meaning 

that a device can operate solely from the power it receives through the data cable. This also 

eliminates the need for additional wiring and power supply. 

 

 

 

 

 

 

Daisy-Chain Ethernet Cabling 

The ET-7200/PET-7200 series has a built-in two-port Ethernet switch to implement daisy-chain 

topology. The cabling is much easier and the total costs of cable and switch are significantly 

reduced. 

 

 

 

 

 

 

 

 

 

 

LAN Bypass 

The ET-7200/PET-7200 series modules provide a LAN bypass 

feature that guarantees Ethernet communication. It will 

automatically activate to continue the network traffic when 

the module loses its power. 
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Communication Security 

To change the settings or monitor the status of I/O, the account and password are needed when 

logging into the web server. An IP address filter is also included, which can be used to allow or 

deny connections with specific IP addresses. 

 

Support for both Modbus TCP and Modbus UDP Protocols 

The Modbus TCP/UDP slave function Ethernet port can be used to provide data to remote 

SCADA software. 

 

Built-in I/O 

Various I/O components are mixed with multiple channels in a single I/O module, which 

provides the most cost-effective I/O usage and enhances the performance of I/O operations. 

 

Dual Watchdog 

The Dual Watchdog consists of a Module Watchdog and a Communication Watchdog. The 

action of AO and DO is also associated with the Dual Watchdog. 

Module Watchdog is a built-in hardware circuit to monitor the operation of the module and will 

reset the CPU if a failure occurs in the hardware or the software. Then the Power-on Value of 

AO and DO will be loaded. 

Communication Watchdog is a software function to monitor the communication between the 

host and the I/O module. The timeout of the communication Watchdog is programmable, when 

the I/O doesn't receive commands from the host for a while, the watchdog forces the AO and 

DO to pre-programmed the Safe Value to prevent unpredictable damage to the connected 

devices. 

 

Highly Reliable Under Harsh Environment 

Wide Operating Temperature Range: -25 ~ +75°C 

Storage Temperature: -30 ~ +80°C 

Humidity 10 ~ 90% RH (Non-condensing)  
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I/O Pair Connection 

This function is used to create an AI/DI to 

AO/DO pair through the Ethernet. Once the 

configuration is completed, the I/O module 

can poll the status of remote AI/DI devices 

and then use the Modbus TCP protocol to 

continuously write to local AO/DO channels 

in the background. 

 

Power-on Value and Safe Value 

Besides setting by the set AO and DO commands, the AO and DO can be set under two other 

conditions. 

Power-on Value: The Power-on Value will be loaded to the AO or DO on three conditions: 

Power-on, reset by Module Watchdog and reset by reset command. 

Safe Value: When the Communication Watchdog is enabled and a Communication Watchdog 

ǘƛƳŜƻǳǘ ƻŎŎǳǊǎΣ ǘƘŜ άǎŀŦŜ ǾŀƭǳŜέ ƛǎ ƭƻŀŘŜŘ ƛƴǘƻ ǘƘŜ !hΣ DO. 

 

LED indicators for DIO status 

The LED indicators for DIO status are for the ET-7200/PET-7200 series. 

 

Reset button 

The reset button is for the ET-7200/PET-7200 

series. It is used to clear all data and restore 

all settings to factory default values. It is very 

useful especially when you forget the ID, 

password to log into the web server, or IP 

address to access the Ethernet I/O module. 

 

Two pairs of power input pins 

For (P)ET-7000 series, there are only two pins for power input. To ease the wiring, the pins are 

increased to four pins as two pairs for (P)ET-7200 series. 
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1.2. Overview 

The front panel of the ET-7x00/PET-7x00 series module contains the Ethernet Port, connectors, 

and LEDs. Refer to data sheets for specific ET-7x00/PET-7x00 models for details of pin 

assignments, which can be found at: 

https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_

O__Modules+ET-7000 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Model Label Status Description 

ET-7000/ 

PET-7000 

L1 Flashing The unit is turned on and is ready for use. 

L2 

On A link has been established on the E1 port. 

Off No link is established on the E1 port. 

Flashing Data transmission or receiving activity is occurring on the E1 port. 

L3 
On The E1 port is operating at 100 Mb/s. 

Off The E1 port is operating at 10 Mb/s. 

ET-7200/ 

PET-7200 

RUN Flashing The unit is turned on and is ready for use. 

E1 

On A link has been established on the E1 port. 

Off No link is established on the E1 port. 

Flashing Data transmission or receiving activity is occurring on the E1 port. 

E2 

On A link has been established on the E2 port. 

Off No link is established on the E2 port. 

Flashing Data transmission or receiving activity is occurring on the E2 port. 

L1 
L2 
L3 

RUN 
E1 
E2 
E2 

LED indicator 

Only for PET-7x00 series 

Only for (P)ET-7200 series 

https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000
https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000
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The bottom panel of the ET-7x00/PET-7x00 module contains the Ethernet port and the reset 

button. Note that the PoE function is only for PET-7000 and PET-7200.  

 

 

 

 

 

 

 

 

 

 

Reset button (for ET-7200/PET-7200 series modules only) 

The reset button is used to restore the following settings to their factory defaults by pressing 

and holding the reset button for 5 seconds. 

ǐ Network Settings 

ǐ Authentication 

ǐ Web HMI 

ǐ Pair Connection 

For more information about these settings, refer to section 3.2.2. "Basic Settings - (C)έΦ 

 

The back panel of the ET-7x00/PET-7x00 series module contains the frame ground and the 

operating mode selector switch. 

 

 

 

 

 

 

 

 

 

 

 
Operating 

Mode Selector 

Switch 

E1 E1 E2 
Reset:  
For (P)ET-7200 only 

ET-7000/PET-7000 ET-7200/PET-7200 
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Operating Mode Selector Switch 

Init Mode:  

This mode is used for MiniOS7 configuration. 

Normal Mode:  

This mode is used to execute and run firmware. 

On the ET-7x00/PET-7x00 series module, the operating mode selector switch should usually be 

in the Normal position. The switch should only be moved from the Normal position to the Init 

position when updating the ET-7x00/PET-7x00 firmware or the OS. Once the update has been 

completed, ensure that the switch is returned to the Normal position. 

 

Frame Ground 

Electronic circuits are constantly vulnerable to Electrostatic Discharge (ESD), which becomes 

worse in a continental climate area. The ET-7x00/PET-7x00 series features a new design for the 

frame ground that provides a path for bypassing ESD, allowing enhanced static (ESD) protection 

capabilities and ensuring that the module is more reliable. 

 

As the figure below, the user can choose one of the frame grounds to provide a better level of 

protection for the module. These two frame grounds are conductive inside the module. When a 

DIN-Rail is mounted, it will in contact with the metallic board of the upper F.G., so a ground wire 

can be connected to either the lower F.G. or to the DIN-Rail.   

 

 

 

 

 

 

 

 

 

 

1. 

2. 

ET-7000 ET-7200 
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1.3. Dimensions 

The following diagrams provide the dimensions of the ET-7x00/PET-7x00 module and can be 

used as a reference when defining the specifications for any custom enclosures. All dimensions 

are in millimeters. 

 

For the ET-7000, PET-7000: 72 x 123 x 35 
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For the ET-7200, PET-7200: 76 x 120 x 42 
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Chapter 2. Getting Started 

If you are a new user, begin with this chapter as it includes a guided tour that provides a basic 

overview of how to install, configure and use the ET-7x00/PET-7x00 module. 

https://www.icpdas.com/en/download/show.php?num=2218 

 

Before starting any task, please check the package contents. If any of the following items are 

either missing or damaged, contact your dealer or distributor. 

 

 

 

 

 

 

 

ET-7x00/PET-7x00                   Quick Start Guide 

 

 

Before operating the ET-7x00/PET-7x00 module, a basic understanding of the hardware 

specifications is required, such as the dimensions of the module, the usable input voltage range 

of the power supply, and the type of communication interfaces. 

 

https://www.icpdas.com/en/download/show.php?num=2218
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2.1. Mounting the ET-7x00/PET-7x00 

The ET-7x00/PET-7x00 module can be mounted by attaching the bottom of the chassis to a 

DIN-Rail, to the wall, or by piggybacking it to another module.  

 

DIN-Rail Mounting 

The ET-7x00/PET-7x00 module includes 

simple rail clips that can be used to reliably 

mount it on a standard 35 mm DIN-Rail.  

 

Mounting the Chassis on a DIN-Rail 

 

1. Hook the upper tab over the upper 

flange of the DIN-Rail. 

 

 

 

 

 

 

 

 

 

 

2. Tilt the module toward the DIN-Rail until it snaps securely to the rail. 

 

 

Piggyback Mounting 

The ET-7x00/PET-7x00 module has a hole on 

either side of the casing that can be used for 

piggyback mounting. 
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2.2. Configuring the Boot Mode 

The ET-7x00/PET-7x00 module has two operating modes, which can be determined by the 

switch mechanism on the chassis. 

 

Init Mode 

Init mode is a way to use MiniOS7 configuration mode. 

 

 

 

 

Tips & Warnings 

Init mode is a method to use MiniOS7 configuration mode 

and update the software. After the update is completed, set 

the switch to the Normal position. 

 

 

 

Normal Mode 

Normal mode is the default mode of operation and the one you will use most of the 

time. Use this mode for more tasks and configurations. Programs also are executed 

in this mode. 
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2.3. ET-7x00/PET-7x00 Hardware Connections 

ET-7x00/PET-7x00 series modules provide a variety of communication interfaces to suit a range 

of applications. Below is a description of the configuration for simple applications using the 

ET-7x00/PET-7x00 when implementing both Non-PoE and PoE solutions. 

 

Non-PoE 

1. Connect the PC to the Ethernet Port via the Hub or Switch. 

2. Connect the positive of the power supply to the terminal marked ά(R)+Vsέ on the ET-7x00. 

3. Connect the negative of the power supply to the terminal marked ά(B)GNDέ on the ET-7x00. 
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PoE 

1. Connect the PC to the Ethernet Port via the PoE Switch. 

2. Connect the power supply to the PoE Switch, which in turn supplies power to the PET-7x00. 

 

 

Tips & Warnings 

Only the E1 port of the PET-7x00 supports the PoE feature. 
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2.4. Installing the MiniOS7 Utility 

The MiniOS7 Utility is a useful tool that provides a quick and easy way to update the OS image 

or the firmware, configure the Ethernet settings, and upload files to the ET-7x00/PET-7x00 from 

a PC. 

Step 1: Install the MiniOS7 Utility tool 

 

 

 

 

 

 

The latest version of the MiniOS7 Utility can be obtained from the ICP DAS website: 

https://www.icpdas.com/en/product/guide+Software+Development__Tools+MiniOS7  

 

Step 2: Follow the instructions in the Setup Wizard to complete the installation 

After the installation has been completed, a new short cut for the MiniOS7 Utility will be 

displayed on your desktop. 

 

 

 

 

 

 

 

 

 

 

 

https://www.icpdas.com/en/product/guide+Software+Development__Tools+MiniOS7
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2.5. Using the MiniOS7 Utility to Assign an IP Address 

The ET-7x00/PET-7x00 is a web-based device and is configured using a default IP address, 

meaning that you must first assign a new IP address to the ET-7x00/PET-7x00 before operation. 

 

The factory default IP settings are as follows: 

Item Default 

IP Address 192.168.255.1 

Subnet Mask 255.255.0.0 

Gateway 192.168.0.1 

 

Step 1: Run the MiniOS7 Utility 

 

Double-click the άMiniOS7 Utilityέ shortcut on your desktop. 
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Step 2: Click άConnection > {ŜŀǊŎƘέ on the menu bar όƻǊ ǇǊŜǎǎ άCмнέύ to search modules 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 3: Click ǘƘŜ άмфнΦмсуΦнррΦмέ item in the IP/Port field and click the άLt Settingsέ button 

Click the item you want to configure (the default IP= ά192.168.255.1έ) and clicƪ ǘƘŜ άIP Settingsέ 

button to display the IP Settings dialog box. 

 

 

 

 

 

 

 

 

 

Check the status bar to monitor for the progress of the search 
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Step 4: Assign a new IP address and then click the ά{Ŝǘέ ōǳǘǘƻƴ 

In the IP Settings dialog box, you can manually assign an IP Address, Mask Address, Gateway, and 

Alias, or you can enable the DHCP function to dynamically assign IP addresses. Once the 

ŀǇǇǊƻǇǊƛŀǘŜ ǾŀƭǳŜǎ ƘŀǾŜ ōŜŜƴ ŜƴǘŜǊŜŘΣ ŎƭƛŎƪ ǘƘŜ άSetέ ōǳǘǘƻƴ ǘƻ ǎŀǾŜ ǘƘŜ ǎŜǘǘƛƴƎǎΦ 

 

 

 

 

 

 

 

 

 

 
 

Step 5: After rebooting, click the άConnection > {ŜŀǊŎƘέ (F12) from the menu bar to check 

the IP settings 

After completing the settings, reboot the module and search it by using MiniOS7 Utility to make 

sure that the IP settings are correct. 
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2.6. Configuring the I/O Functions 

The ET-7x00/PET-7x00 series provide a web-based configuration interface that allows users to 

perform module settings and monitor and control the I/O status by using a web browser to log 

on to the built-in web page. Users do not need to install any utility. 

 

Step 1: .Ŝ ǎǳǊŜ ǘƘŀǘ ǘƘŜ ǎǿƛǘŎƘ ƛǎ ǎŜǘ ǘƻ ǘƘŜ άbƻǊƳŀƭέ Ǉƻǎƛǘƛƻƴ ŀƴŘ ǘƘŜƴ ǊŜōƻot the module 

 

 

 

 

 

 

 

 

 

 

 

 

Step 2: Open a browser 

Use a standard internet browser to view the ET-7x00/PET-7x00 web pages, such as Google 

Chrome, Mozilla Firefox or Internet Explorer, etc. 

 

Step 3: Enter the URL address for the ET-7x00/PET-7x00 

LŦ ȅƻǳ ƘŀǾŜƴΩǘ ŎƘŀƴƎŜŘ ǘƘŜ default IP address of the ET-7x00/PET-7x00 module, please refer to 

section 2.5Φ άUsing the MiniOS7 Utility to Assign an IP Addressέ ǘƻ ŎƻƴŦƛƎǳǊŜ ƛǘΦ 
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Step 4: Enter your User name and Password 

After entering the IP address, the login dialog box will appear, prompting you to enter your user 

name and password. 

 

The factory default user name and password are as follows:  

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 5: Welcome to the ET-7x00/PET-7x00 web interface 

After logging into the ET-7x00/PET-7x00 web interface, the Overview page will be displayed. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Item Default 

User name Admin 

Password Admin 

Since firmware version V3.11 (or later), 
the default username and password 
are not supported. Users need to 
create them for their initial login. 
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Step 6: Configure and browse the I/O functions  

Expand the "Web HMI" menu and click the "Web HMIέ item to set and browse the I/O 

functions. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

It indicates the network connection between 

your PC and the module is working fine. 
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For more information about the I/O specification, pin assignment, I/O functions, etc. for each 

ET-7x00/PET-7x00, ǇƭŜŀǎŜ ǊŜŦŜǊ ǘƻ ά9¢тлллψ9¢тнлл wŜƎƛǎǘŜǊ ¢ŀōƭŜέΣ ǿƘƛŎƘ Ŏŀƴ ōŜ ƻbtained from: 

https://www.icpdas.com/en/download/show.php?num=2217 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

https://www.icpdas.com/en/download/show.php?num=2217
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Chapter 3. Web Applications 

The ET-7x00/PET-7x00 contains an advanced web configuration system that provides users with 

access to ET-7x00/PET-7x00 applications through a standard web browser. 

 

Logging into the ET-7x00/PET-7x00 web pages 

You can log into the ET-7x00/PET-7x00 web pages from any computer that has Internet access. 

Step 1: Open a browser 

Use a standard internet browser to view the ET-7x00/PET-7x00 web pages, such as Mozilla 

Firefox or Internet Explorer, etc. 

 

Step 2: Enter the URL address for the ET-7x00/PET-7x00 

LŦ ȅƻǳ ƘŀǾŜƴΩǘ ŎƘŀƴƎŜŘ ǘƘŜ ŘŜŦŀǳƭǘ Lt ŀŘŘǊŜǎǎ ƻŦ ǘƘŜ ET-7x00/PET-7x00 module, please refer to 

section 2.5Φ άUsing the MiniOS7 Utility to Assign an IP Addressέ ǘƻ ŎƻƴŦƛƎǳǊŜ ƛǘΦ 

 

Step 3: Enter your User name and Password 

After entering the IP address, the login dialog box will appear, prompting you to enter your user 

name and password. 

 

The factory default user name and password are as follows:  

 

 

 

 

 

 

 

 

 

 

 

Item Default 

User name Admin 

Password Admin 

Since firmware version V3.11 (or ater), 
the default username and password 
are not supported. Users need to 
create them for their initial login. 
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Step 4: Welcome to the ET-7x00/PET-7x00 web interface 

After logging into the ET-7x00/PET-7x00 web interface, the άhǾŜǊǾƛŜǿέ page will be displayed. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

This web interface provides several functions, which 

can be easily accessed via the menu on the left-hand 

side of the page. 

 

 

 

 

 

 

 

 

 

 

Menu 

Item 
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3.1. Overview 

  

The άOverviewέ page provides a brief introduction and 

explanation of the module. 

 

The page provides some basic information about both 

the ET-7x00/PET-7x00 hardware and software. 
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3.2. Configuration 

The άConfigurationέ menu includes the following settings: 

 

Network Settings:  

Provides access to the Ethernet Configuration section 

which allows you to access the IP settings and check the 

software version. 

 

Basic Settings:  

Provides access to the Basic Settings section which 

allows you to configure the basic information for the 

web interface. Also, the Restore All Default Settings 

section allows you to reset the module to factory 

settings. 

 

Module I/O Settings:  

Provides access to Common Functions, Modbus 

Definition, and I/O-related sections, which allows you to 

configure the I/O settings of the module. 
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3.2.1. Network Settings 

The Network Settings page provides the Ethernet Configuration section that allows you to 

perform the following functions: 

 

 

 

 

 

 

 

 

 

Õ Manual Configuration (Manually): 

The user can enter the IP, Mask, and Gateway addresses for the module and then click the 

SUBMIT button to finish the setting. 

IP address:  

Each ET-7x00/PET-7x00 on the network must have a unique IP address. 

 

Subnet mask: 

The subnet mask splits the IP address into the host and network addresses, thereby defining 

which part of the IP address belongs to the device and which part belongs to the network. 

 

Gateway: 

A gateway (or router) can be used to connect local devices to other networks. 

 

Õ Dynamic Configuration (Using DHCP): 

The Dynamic Host Configuration Protocol (DHCP) is a network application protocol that 

automatically assigns an IP address to a device. The user can choose Using DHCP in the 

Configure drop-down menu and click the SUBMIT button to finish the setting. 
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3.2.2. Basic Settings 

The Basic Settings page provides Basic Settings and Restore All Default Setting sections that 

allow you to perform the following functions.  

 

(A) Basic Settings 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Õ Configure the module information 

Module Name:  

The initial value for this field will depend on the model of the module and cannot be modified. 

 

Module Information:  

The module information field indicates the name of the alias that is used to identify the 

module.  

A. 

B. 
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Õ Configure the web interface information 

Page Header Information (First line) and Page Header Information (Second line): 

The title of the website is displayed in the top left-hand corner of the interface, for example, 

the company name and web address as per the example below.  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

More Information URL:  

This item allows you to specify the Uw[ ǘƘŀǘ ǿƛƭƭ ōŜ ŘƛǎǇƭŀȅŜŘ ǿƘŜƴ ǘƘŜ άMore Informationέ 

option is clicked to provide additional support for the ET-7x00/PET-7x00.  

 

After completing the settings and refreshing the web page (F5), click the άMore Informationέ 

option to check that the link to the web site is correct as the figure below. 
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Web Server Port:  

This option specifies which port is to be used for the web server. By default, the HTTP port is 

80. 

Modbus TCP Port:  

This option specifies which port is to be used for communication on the Modbus TCP. By 

default, the Modbus protocol uses port 502. 

Modbus TCP Port (WAN):  

This option specifies which port is to be used for Modbus communication between the 

remote host and local EX-7x00/PET-7x00. This setting can be ignored if ET-7x00/PET-7x00 is 

not located behind a router. 

 

To configure the web interface information, follow the procedure below: 

Step 1: Enter the desired information into the respective fields. 

Step 2: Click the άSubmitέ button to finish configuring the module information. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

1. 

2. 
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(B) Restore All Default Settings  

The reset function is divided into categories based on the menu options for the web interface 

and can be used to restore the individual settings to their factory default state. 

 

To reset the settings to their factory default, follow the procedure below: 

Step 1: Check the relevant check boxes for the items you wish to reset. 

Step 2: /ƭƛŎƪ ǘƘŜ ά{ǳōƳƛǘέ ōǳǘǘƻƴ ǘƻ ǊŜǎŜǘ ǘƘŜ ǎŜǘǘƛƴƎǎ ǘƻ ǘƘŜƛǊ ŦŀŎǘƻǊȅ ŘŜŦŀǳƭǘ ǎǘŀǘŜ. 

 

 

 

 

 

 

 

 

 

 

 

 

 

  

 

Tips & Warnings 

For ET-7200/PET-7200 modules, in addition to 

using the reset function in the web-based Basic 

Settings page, you can also press and hold the 

reset button for five seconds to restore the 

ET-7200/PET-7200 to factory defaults.  

 

 

 

 

1. 

2. 
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(B.1) Factory Default Settings for the άConfigurationέ Menu Options 

¢ƘŜ ǘŀōƭŜǎ ōŜƭƻǿ ƻǳǘƭƛƴŜ ǘƘŜ ŦŀŎǘƻǊȅ ŘŜŦŀǳƭǘ ǎŜǘǘƛƴƎǎ ŦƻǊ ǘƘŜ ƛǘŜƳǎ ƭƛǎǘŜŘ ƛƴ ǘƘŜ άConfigurationέ 

menu. 

Network Settings 

Ethernet Configuration 

Item Factory Default Settings 

IP Address 192.168.255.1 

Subnet Mask 255.255.0.0 

Gateway 192.168.0.1 

 

Basic Settings 

Basic Settings 

Item Factory Default Settings 

Module Name Depends on the name of the module 

Module Information Empty 

Page Header Information (First line) ICP DAS 

Page Header Information (Second line) https:// www.icpdas.com  

More Information URL https://www.icpdas.com 

Web Server Port 80 

Modbus TCP Port 502 

Modbus TCP Port (WAN) 502 

 

 

https://www.icpdas.com/
https://www.icpdas.com/
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Module I/O Settings 

Note that all settings displayed on this page vary depending on the model number. 

 

Common Functions 

Item Factory Default Settings 

Host Watchdog Timeout 
0  (0: Disabled, 1 ~ 65535: Enabled)  

(units: 0.1 seconds) 

 

 

Modbus Definition 

Item Factory Default Settings 

Modbus Unit ID 1 

 

 

Digital Output Settings 

Item Factory Default Settings 

Power-on Value OFF 

Safe Value OFF 

 

 

Digital Input Settings 

Item Factory Default Settings 

DI Latched Status Disabled 

Digital Input Counter Disabled 

Counter Value Inverse Disabled 

Low-Pass Filter 100 Hz. The Min. width is 5 ms 
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Analog Output Settings 

Item Factory Default Settings 

Range 
This value varies depending on the model of 

the module 

Slew Rate 00, Immediate 

Power-on Value 0.0 

Safe Value 0.0 

 

Analog Input Settings 

Item Factory Default Settings 

Channel Enable 

Range 
This value varies depending on the model of 

the module 

Sampling Rate 
Normal mode (10 Hz) 

Normal mode 
Fast mode (50 Hz) 

Filter Setting 
60 Hz Rejection 

60 Hz Rejection 
50 Hz Rejection 

Data Format 
HEX 2's complement 

HEX 2's complement 
Engineering 

Note: The analog input and the analog output share the same data format settings. 

 

Alarm Settings 

Item Factory Default Settings 

High Alarm 

Channel Disable 

High Limit Value 
This value varies depending on the model of 

the module 

Mode Momentary 

Low Alarm 

Channel Disable 

Low Limit Value 
This value varies depending on the model of 

the module 

Mode Momentary 
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(B.2) CŀŎǘƻǊȅ 5ŜŦŀǳƭǘ {ŜǘǘƛƴƎǎ ŦƻǊ ǘƘŜ ά!ǳǘƘŜƴǘƛŎŀǘƛƻƴέ aŜƴǳ hǇǘƛƻƴǎ 

¢ƘŜ ǘŀōƭŜǎ ōŜƭƻǿ ƻǳǘƭƛƴŜ ǘƘŜ ŦŀŎǘƻǊȅ ŘŜŦŀǳƭǘ ǎŜǘǘƛƴƎǎ ŦƻǊ ǘƘŜ ƛǘŜƳǎ ƭƛǎǘŜŘ ƛƴ ǘƘŜ άAuthenticationέ 

menu. 

Account Management 

Privilege Management 

Item Factory Default Settings 

Authority Administrator 

Admin Admin 

Password Admin 

Note: Since firmware version V3.11 (or later), the default username and password are not 

supported. Users need to create them for their initial login. 

 

Accessible IP Settings 

IP Filter Settings  

Item Factory Default Settings 

Enable the IP filter table 

Empty, there is no limit to allowing any 

outgoing access. 

Activate 

From (IP Address) 

To (IP Address) 

 

(B.3)  FactƻǊȅ 5ŜŦŀǳƭǘ {ŜǘǘƛƴƎǎ ŦƻǊ ά²Ŝō IaLέ aŜƴǳ hǇǘƛƻƴ 

¢ƘŜ ǘŀōƭŜǎ ōŜƭƻǿ ƻǳǘƭƛƴŜ ǘƘŜ ŦŀŎǘƻǊȅ ŘŜŦŀǳƭǘ ǎŜǘǘƛƴƎǎ ŦƻǊ ǘƘŜ ƛǘŜƳǎ ƭƛǎǘŜŘ ƛƴ ǘƘŜ ά²Ŝō IaLέ 

menu. 

Web HMI 

Factory Default Settings 

Depends on the Modbus setting function of the ET-7x00/PET-7x00. 

Web Edit 

Factory Default Settings 

Main Page 
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(B.4) CŀŎǘƻǊȅ 5ŜŦŀǳƭǘ {ŜǘǘƛƴƎǎ ŦƻǊ ǘƘŜ άtŀƛǊ /ƻƴƴŜŎǘƛƻƴέ aŜƴǳ hǇǘƛƻƴ 

¢ƘŜ ǘŀōƭŜ ōŜƭƻǿ ƻǳǘƭƛƴŜǎ ǘƘŜ ŦŀŎǘƻǊȅ ŘŜŦŀǳƭǘ ǎŜǘǘƛƴƎǎ ŦƻǊ ǘƘŜ άPair Connectionέ ƻǇǘƛƻƴΦ 

Pair Connection 

Configuration of Communication 

Item Factory Default Settings 

Connection Timeout (ms) 2000 

Reconnect Interval (ms) 3000 

 

Remote DI to Local DO 

Item Factory Default Settings 

Communication Timeout (ms) 1000 

Scan Time (ms) 1000 

Local DO Base Address 0 

I/O Count 0 

IP Address of the Remote Device 192.168.255.200 

Modbus TCP Port 502 

Modbus ID 1 

Remote DI Base Address 0 

 

Local DI to Remote DO 

Item Factory Default Settings 

Communication Timeout (ms) 1000 

Scan Time (ms) 1000 

Local DI Base Address 0 

I/O Count 0 

IP Address of the Remote Device 192.168.255.200 

Modbus TCP Port 502 

Modbus ID 1 

Remote DO Base Address 0 
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3.2.3. Module I/O Settings 

After completing the general configuration of the ET-7x00/PET-7x00 module described in the 

previous section, the settings for the input and output channels need to be configured, such as 

the channel range and the alarm, etc. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Tips & Warnings 

The contents displayed on this page will be depending on the Modbus functions 

applicable to the specific ET-7x00/PET-7x00 module. Please refer to the user manual 

for each module for details on how to configure the relevant I/O settings. 

 

 

In this example, ET-7026/PET-7026 will be used to explain the I/O settings. (The ET-7026/ 

PET-7026 is a multi-function module that has 6 AI channels, 2 AO channels, 2 DI channels and 2 

DO channels.) 
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(A) Common Functions 

The Common Functions area provides options that allow the settings for the Modbus functions 

to be configured.  
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(B) Digital Output Settings 

The Digital Output settings area provides details of the configuration settings for all digital 

output channels. 

 

 

 

 

 

 

 

 

 

Power-on value:  

Used to preset the power-on value of the DO. 

 

Safe Value 

When choosing the ά5ƛǎŀōƭŜŘ ς aŀƛƴǘŀƛƴ ǘƘŜ ŎǳǊǊŜƴǘ ǎǘŀǘǳǎέ option 

Whether the Host Watchdog or Pair-Connection feature is enabled, the Safe Value will not take 

effect (the DO remains in its original state). 

 

When choosing the ά9ƴŀōƭŜŘ ς Iƻǎǘ ²ŀǘŎƘŘƻƎέ option 

Remember to set a Host Watchdog timeout in the άCommon Functionsέ section. Notice that the 

Host Watchdog will be enabled by entering a non-zero value. 

 

 

 

If the Host Watchdog is enabled, the digital outputs will be set to the safe value when the 

communication between a Host PC and the ET-7x00/ PET-7x00 module is interrupted. In this case, 

the timeout is set to 10 seconds. 

 

When choosing the ά9ƴŀōƭŜŘ ς Pair-/ƻƴƴŜŎǘƛƻƴέ option 

Make sure that the Pair Connection function has been configured, refer to Section 3.5. If the 

communication between the module and the remote module is failed, the digital outputs will be 

set to the safe value.  

 

RŜŦŜǊ ǘƻ ά!ǇǇŜƴŘƛȄ A. Description of I/O Functionsέ for more information. 
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(C) Digital Input Settings 

All digital input channels in ET-7x00/PET-7x00 modules can be used as 32-bit counters and each 

counter consists of two address values, the Low word, and the High word. Specific individual DI 

channels can be counted via the Digital Input settings web page. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

· Enable DI Latched Status:  

When the DI Latch function is enabled, once the digital input channel detects any change in 

input status, the input status will be latched until it is cleared by using the clear command 

manually. 

· Digital Input Counter:  

When the Counter mode is selected, one counter will record the number of pulses from the 

digital signal for the selected channel, and will then record the count value in the register. 

· Preset Value for Digital Input Counter:  

This option allows the default values for the counters to be set.  

Tips  

When the signal occurs for a short time, the Host (Modbus TCP master) may not be in a hurry to 

read the changed state of DI, and will mistakenly think that DI has not changed all the time.  

In this case, you can read the state of 

the DI Latch or DI Input Counter to 

determine whether DI has ever 

changed. 
OFF ON OFF OFF OFF 

Time 

Missed DI Signal 

Host 
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(D) Analog Output Settings 

The Analog Output settings section contains the Range, Slew Rate, Power-on Value, and Safe 

Values Settings that will be described in detail below. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

· Range:  

In a manner, a different range can be set for individual analog output channels. Select the 

required voltage/current range from the respective drop-down menus. For more detailed 

technical specifications related to the output range for each analog output channel, please 

refer to: "Appendix C. Analog Output Type and Data Format Table". 

 

 

Tips & Warnings 

For modules that support the Voltage/Current type (e.g., ET-7017) or the Voltage/Current/ 

Thermocouple type (e.g., ET-7018Z/S), the jumper is at the [Voltage/Thermocouple] position by 

default. To use the Current signal, you need to adjust the jumper(s).        

 

Before selecting the range for each AIO channel, make sure that jumpers are set properly. For 

more detailed related to the jumper settings for each ET-7x00/PET-7x00 module, please refer to 

άET7000_ET7200 Register Tableέ. 

 

https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000#650
https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000#650
https://www.icpdas.com/tw/download/show.php?num=3796
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· Slew Rate:  

This is the programmable output slew rate for the analog output channels, i.e., the rate of 

change in the analog output voltage/current as it changes from one output voltage/current 

to another. Select the most appropriate value from the respective drop-down menus. 

 

· Power-on Value:  

A power-on value can be set for a specific analog output channel. After rebooting the 

module, the analog output value will be set to the power-on value.  

 

· Safe Value:  

The Host Watchdog can be enabled or disabled by configuring the Host Watchdog Timeout 

setting in the (A) άCommon Functionsέ section. When communication between the Host PC 

and the ET-7x00/PET-7x00 module is interrupted, the analog output value will be set to a 

predefined safe value.  

 

CƻǊ ŀ ƳƻǊŜ ŘŜǘŀƛƭŜŘ ŘŜǎŎǊƛǇǘƛƻƴ ƻŦ ǘƘŜǎŜ aƻŘōǳǎ ŦǳƴŎǘƛƻƴǎΣ ǇƭŜŀǎŜ ǊŜŦŜǊ ǘƻ ά!ǇǇŜƴŘƛȄ /Φ 

aƻŘōǳǎ !ǇǇƭƛŎŀǘƛƻƴ bƻǘŜǎέΦ 
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(E) Analog Input Settings 

The Analog Input Settings area contains two parts, the Range settings, and Modbus function 

Settings, which will be described in detail below. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

· Enable/Disable:  

This section allows the user to enable or disable each analog input channel. For the ET-7000/ 

ET-7200 series module, all analog input channels share a single A/D Chip so the user can 
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disable unused channels to improve the sampling rate for each channel. For example, the 

sampling rate for a total of eight AI channels of an ET-7017 is 10 Hz. If all channels are enabled, 

the sampling rate for each channel is 1.25 Hz. If three channels are disabled, the sampling 

rate for the enabled five channels is 2 Hz. 
. 

· Range:  

ET-7x00/PET-7x00 modules provide a programmable input voltage/current range on all 

analog input channels, where a different range can be set for each analog input channel. 

Select the required voltage/current range from the respective drop-down menus. For more 

detailed technical specifications related to the input range for each analog input channel, 

ǇƭŜŀǎŜ ǊŜŦŜǊ ǘƻΥ ά!ǇǇŜƴŘƛȄ B. Analog Input Type and 5ŀǘŀ CƻǊƳŀǘ ¢ŀōƭŜέ. 

 

Tips & Warnings 

For modules that support the Voltage/Current type (e.g., ET-7017) or the Voltage/Current/ 

Thermocouple type (e.g., ET-7018Z/S), the jumper is at the [Voltage/Thermocouple] position by 

default. To use the Current signal, you need to adjust the jumper(s).  

Before selecting the range for each AIO channel, make sure that jumpers are set properly. For 

more detailed related to the jumper settings for each ET-7x00/PET-7x00 module, please refer to 

άET7000_ET7200 Register Tableέ. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000#650
https://www.icpdas.com/en/product/guide+Remote__I_O__Module__and__Unit+Ethernet__I_O__Modules+ET-7000#650
https://www.icpdas.com/tw/download/show.php?num=3796
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· Normal Mode/Fast Mode:  

ET-7x00/PET-7x00 ƳƻŘǳƭŜǎ ǎǳǇǇƻǊǘ ǎŀƳǇƭŜ ǊŀǘŜǎ ƛƴ ŜƛǘƘŜǊ άbƻǊƳŀƭέ ƻǊ άCŀǎǘέ ƳƻŘŜΦ The 

fast mode uses 60 Hz with a 16-bit resolution, while the Normal mode uses 10 Hz with a 

16-bit resolution. 

· 60/50 Hz Rejection:  

To remove the noise from the power supply, ET-7x00/PET-7x00 analog input modules feature 

two built-in rejection filters, that operate at different frequencies, 50 or 60 Hz, that are 

designed to remove noise generated by different power supplies. 

· Data Format:  

The analog value can be displayed in either hexadecimal or engineering. 

Hexadecimal format:  

All ranges of the Modbus 16-bit Register can be applied, where no resolution loss for the 

A/D or D/A value. 

Engineering format: 

Converting values is simple in this way, but there is some resolution loss when using the 

entire range of the Modbus 16-bit Register to express the value. 

For example, 

The input range of the ET-7017 is set to +/-10V, 

 

08 -10 ~  +10 V 
Engineering Unit +10000 -10000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

If the real value is +6 V, the Modbus date will be: 

Value in Hexadecimal: 6/10 * 0x7FFF = 0.6 * 32767 = 19660 (or 0x4CCC) 

Each scale is 10 V / 32767 = 0.305 mV 

Value in Engineering: 6/10 * 10000 = 6000 (or 0x1770) 

Each scale is 10 V / 32767 = 1 mV 

 

нΩǎ ŎƻƳǇ I9·        Engineering Unit 
 
 
 
 
 
 
 

 

Real Value 

32767 

 

0 

 

-32768 

+10 V 

 

0 V 

 

-10 V 

Modbus Register Real Value Modbus Register 

32767 

+10000 
0 

-10000 

-32768 

 

+10 V 
0 

-10 V 
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(F) NTC Thermistor Temperature Settings (for ET-7005) ς User Defined Type 

(P)ET-7005 supports NTC Thermistors, and the resistance/temperature characteristics of each 

manufacturer's Thermistor may vary. Although the (P)ET-7005 already supports several 

well-known brand of thermistors, it provides users with the function to create their own 

conversion formulas to match other thermistor.. 

 

The equipment listed below is used in this example. 

1. ET-7005 * 1: 

https://www.icpdas.com/en/product/ET-7005 

The ET-7005 is a Ethernet I/O module with 8-ch Thermistor input 

and 4-ch DO. With a maximum resistance measurement of 200K 

ohms, the ET-7005 is capable of supporting temperatures as low 

as -40°C. 

 

2. CA-TM-P100-L050 *1:  

https://www.icpdas.com/en/product/ET-7005#Accessories 

NTC Thermistor, Epoxy Resin Cable, 5M (-40 °C to +80 °C) 

 

 

 

 

Step1: In the Analog Input Settings section, enable the channel you want to use (e.g., Ch0), 

set the Range to ά 71, User- Defined, -50 ~ 150ϲ/έ, and click the SUBMIT button. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

+Vs GND 
( +10 ~ +30 VDC) 

A0 B0 

https://www.icpdas.com/en/product/ET-7005
https://www.icpdas.com/en/product/ET-7005#Accessories
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Step2: Users can refer to the thermistor's resistance-temperature table and enter three 

resistance values and their corresponding temperatures into the User-Defined 

Type-71 item. It is recommended to follow the rules for optimal accuracy. 

(1) -40°C <= T1, T2, T3 <= 150°C   (2) |T2 - T1| <= 50°C    (3) |T3 - T2| <= 50°C 

Resistance (ohm) Temperature (°C) 

67770 -20 

12090 20 

3020 60 
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Step3: Once the Calculate button is clicked, the Steinhart coefficient will be computed. Then, 

click the Save button to save the settings and finalize the configuration. 
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Step4: The user can view the current temperature of the AI0 on the Web HMI page. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

AI1 to AI7 are 
ǎŜǘ ǘƻ ά5ƛǎŀōƭŜέ 
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(G) Alarm Settings 

The ET-7x00/PET-7x00 modules feature a built-in alarm function. The alarm settings include two 

parts, the high limit value, and the low limit value, and each need to be configured for a specific 

channel.  

 

 

 

 

 

 

 

 

 

 

 

 

· Enable/Disable:   

This section allows each analog input alarm to be set to enable or disabled. 

 

· High/Low Limit Value:  

Both the high alarm value and the low alarm value can be defined in the High (or Low) Limit 

Value text box. When the analog input value is higher than the high alarm value, or lower 

than the low alarm value, an alarm occurs. The alarm status will then be activated and 

switched to on. 
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· Mode:  

The ET-7x00/PET-7x00 allows the alarm to be selected as either Momentary or Latch mode, 

which can be set using the Mode combo box for both the low alarm and the high alarm. 

¦ Latch Mode:  

An alarm will be triggered when the analog input value exceeds alarm limits. When the 

AI value is back to normal, the alarm status will keep until the clear command is sent to 

the specific address.  

¦ Momentary Mode:  

An alarm will be triggered when the analog input value exceeds alarm limits. When the 

AI value is back to normal, the alarm status will automatically be cleared. 

 

 

 

(H) Low-Pass Filter 

 

 

 

 

 

 

 

 

 

 

· Low-Pass Filter 

Preventing Signal Bounce 

When mechanical switches or sensors change state, they can sometimes create "bouncy" 

signals, which means the signal quickly turns on and off many times. The low-pass filter 

cleans up these bouncy signals, making the DI input stable and preventing mistakes 
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3.3. Authentication 

¢ƘŜ άAuthenticationέ ƳŜƴǳ Ŏƻƴǘŀƛƴǎ ǘƘŜ ŦƻƭƭƻǿƛƴƎ ƻǇǘions: 

 

 

Privilege Management:  

Provides access to the Privilege Management and Reset 

Settings sections. The user can manage user accounts and 

their associated privileges and also reset the settings. 

 

Accessible IP Settings:  

Provides access to the IP Filter Settings page, which 

allows you to control access to the web page. 
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3.3.1. Account Management 

The Privilege Management page provides functions that allow the following tasks to be 

performed: 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

After clicking this button, all accounts will be 

removed and restore the default account. 

FW V30x 

FW V311 
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(A) Configuring the User Accounts 

The ET-7x00/PET-7x00 interface supports a maximum of five user accounts, including: 

ǒ  An Administrator Account 

FW V3.0x (or older) provides a default administrator account (Admin). Sine FW v3.11 (or 

later), the user needs to create an administrator account upon login, which must be at least 

4 characters long. This account cannot be deleted, but administrators can change the 

username/password. 

ǒ  Four User-defined Accounts  

Each account consists of an username, a password, and an authority level.  

There are two types of authority levels: Administrator and User. 

 

¦ Admin:  

With the highest authority, the administrator has full access to all functions on the 

ET-7x00/ PET-7x00 web page, including modifying or reviewing all settings. 

 

¦ User:  

This level only allows the user to view some of the module settings. The user  

cannot modify any settings through the ET-7x00/PET-7x00 web page. 

 

 

(B) Restoring the Factory Default User Accounts  

The ET-7x00/PET-7x00 has a built-in administrator account (Admin) that can be modified but 

cannot be deleted. The firmware version 30x allows the user to restore the default settings 

(password: Admin) by clicking ǘƘŜ άReset Settingsέ ōǳǘǘƻƴΦ 

 

Note:   

Firmware v3.11 (or later) does not include a default administrator account for security 

reasons. Also, there is no άReset Settingsέ button on this page.  

 

However, users can remove all usernames/passwords oƴ ǘƘŜ άBasic Settingsέ ǇŀƎŜ and then 

create a new one the next time they log in. Alternatively, the ET-72xx/PET-72xx series have a 

physical Reset button that can be pressed and held for 5 seconds to restore the factory 

settings. 
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Press and hold the Reset button on the 

ET-7200/PET-7200 for 5 seconds to restore 

the factory settings. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

The setting will take effect 

after the module is rebooted. 
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3.3.2. Accessible IP Settings 

The IP Filter Settings page allows the user to whitelist a range of IP addresses. Only those in the 

list will have access to this module. Note: By default, there is no restriction on outgoing access. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Follow the steps to configure the accesible IP addresses: 

Step 1: Check the "Active" checkbox and input the Start and End IP addresses. Alternatively, 

users can only enter the Start IP address if you are not using continuous IP addresses.  

Step 2: After making changes, click each "SAVE" button to save the settings. 

Step 1: Reboot the module to apply the settings. 

 

 

 

2. 

1. 

3. 
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3.4. Web HMI 

¢ƘŜ άWeb HMIέ menu contains the following options: 

 

Web HMI:  

Provides access to the I/O monitor page, which allows you 

to remotely monitor and control the I/O status of the 

ET-7x00/PET-7x00 module. 

 

Web Edit:  

tǊƻǾƛŘŜǎ ŀŎŎŜǎǎ ǘƻ ǘƘŜ ά²Ŝō tŀƎŜ /ƻƴŦƛƎǳǊŀǘƛƻƴέ ǇŀƎŜΣ 

which allows you to create up to ten dynamic web HMI 

pages and set one of them as the start page so that it will 

be displayed when logging in to an ET-7000/ET-7200. 
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3.4.1. Web HMI 

The ET-7x00/PET-7x00 module features a Web HMI web interface that can be used to display 

real-time I/O data values and alarms via the LAN or the Internet. Real-time I/O data values and 

alarms can be monitored at either the local or remote site using any web browser. Also, the 

Web HMI is completed immediately without requiring any programming skills (HTML or Java). 

 

First, you can see the default I/O monitoring page (Main Page), which displays the supported 

I/O tabs for the module. 

 

AI page 
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AO page 

 

 

 

 

 

 

 

 

 

 

DI page 

 

 

 

 

 

 

 

 

 

DO page 
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3.4.2. Web Edit 

The ET-7x00/PET-7x00 module provides functions that enable users to create customized web 

pages. Users can upload specific I/O layout diagrams in either .bmp, .jpg, or .gif format and can 

define a description for each page.  

 

By default, there is only a Main page, you can click the άAŘŘ ŀ ƴŜǿ ǇŀƎŜέ button to add a page. 

Up to 10 user-defined web pages can be created.  

 

Note: An asterisk indicates that the page is the start page. 

 

 

 

 

 

 

 

 

 

 

 

 

 
 

Next, you can also set the new page (e.g., Carriage) as a start page so that it will be displayed 

when logging in to an ET-7000/ET-7200. Click ά¸Ŝǎέ ǳƴŘŜǊ ǘƘŜ άSet as the Start Pageέ ǎŜŎǘƛƻƴ 

ŀƴŘ ŎƭƛŎƪ ǘƘŜ άSUBMITέ ōǳǘǘƻƴΦ 

 
 
 
 
 
 
 
 
 

 

The start page 

Up to ten web pages 
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Click the άWeb HMIέ item to see the start pages (e.g., Carriage). 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Below is an example of how to create a customized web page. 

Example 

Objective:  

Create a Web page to monitor the I/O status of a conveyor system, as shown below. The I/O 

system contains a sensor that is used to detect the products and a switch that is used to turn the 

conveyor motor on and off. 
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Step 1: Add a New Page 

Click the άAdd a new Pageέ ōǳǘǘƻƴ ǘƻ ōŜƎƛƴ ŎǊŜŀǘƛƴƎ ŀ ƴŜǿ ǇŀƎŜ. 

 

 

 

 

 

 

 

 

Step 2: Upload an Image 

Click the άChoose Fileέ ōǳǘǘƻƴ ǘƻ ǎŜƭŜŎǘ ŀƴ ƛƳŀƎŜΣ ŀƴŘ ǘƘŜƴ ŎƭƛŎƪ ǘƘŜ άUPLOADέ button to upload 

the image to the ET-7x00/PET-7x00 module, as shown in the figure below. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Tips & Warnings 

The image can be in either .jpg, .gif, or .bmp format with a maximum file size of 64 

KB. The recommended resolution for the image to be displayed on the editing Web 

page is 340 * 250 pixels. 

1. 

2. 
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After the upload is completed, you can see the image. Also, the file name will be added to the 

άImageέ ŘǊƻǇŘƻǿƴ ƭƛǎǘ ōƻȄ. (See the step3) 

 

 

 

 

 

 

 

Step 3: Set the Page Name and Select the Image 

Enter a name ŦƻǊ ǘƘŜ ǇŀƎŜ ƛƴ ǘƘŜ άPage Nameέ ŦƛŜƭŘ ŀƴŘ ǘƘŜƴ ǎŜƭŜŎǘ ŀƴ ƛƳŀƎŜ ŦǊƻƳ ǘƘŜ άImageέ 

dropdown list box. After selecting the image, it will be displayed in the preview window. Then, 

ŎƭƛŎƪ ǘƘŜ άSUBMITέ ōǳǘǘƻƴΦ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

1. 2. 

3. 
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1. 

3. 2. 

4. 

Step 4: Add a Modbus Register Item to be used to read the selected sensor input 

On the Carriage page, click the "Edit" button in the first row to display the "Edit Group Register" 

page. 

 

 

 

 

 

 

 

 

 

 

 

 

Step 5: Add a DI register ǘƘŀǘ ƛǎ ǘƻ ōŜ ǳǎŜŘ ǘƻ ǊŜŀŘ άtI{έ inputs 

Set the PHS as a DI tag (use the Modbus Register ά0έ, i.e., DI0). 

Set the Register Type to άDiscrete Inputέ (Read) 

and enter άPHS1έ in the Alias field. Then, click the 

SUBMIT button to save the settings. 
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Now, a new Register item will be displayed in the list. To edit the item, ŎƭƛŎƪ ǘƘŜ άEDITέ ōǳǘǘƻƴ ǘƻ 

access the Edit Group Register page, or to remove the item, click the "REMOVE"  button. 

 

 

 

 

 

 

 

 

 

 

Step 6: Add a Modbus Register Item to be used to write the selected motor output 

/ƭƛŎƪ ǘƘŜ άEditέ ōǳǘǘƻƴ in the second row of the listΣ ŀƴŘ ǘƘŜ άEdit Group Registerέ page will be 

displayed. 

 

 

 

 

 

 

 
 

Step 7: !ŘŘ ŀ 5h ǘƘŀǘ ƛǎ ǘƻ ōŜ ǳǎŜŘ ǘƻ ǿǊƛǘŜ ǘƘŜ άaƻǘƻǊέ ƻǳǘǇǳǘ ǘƻ ǘǳǊƴ ǘƘŜ ŎƻƴǾŜȅƻǊ ƳƻǘƻǊ 

on and off 

Set the Motor as a DO tag (use the Modbus Register ά0έ, i.e., DO0). 

Set the Register Type to άCoilέ and άWriteέ and enter ά Motorέ in the 

Alias field. Then, click the SUBMIT button to save the settings. 
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1. 

3. 2. 

4. 

 

 

 

 

 

 

 

 

 

 

Step 8: Add an AI that is to be used to read the speed of the conveyor (In this case, 0-2.5 m/s) 

Set the Speed as an AI tag (use the aƻŘōǳǎ wŜƎƛǎǘŜǊ ά0έ, i.e., AI0). 

(See the figure on the next page) 

1. Set the Register Type to άIƴǇǳǘέ (Read).  

2. Enter ά{ǇŜŜŘέ in the Alias field. 

3. Set the Scaling ŀǎ άEƴŀōƭŜŘέ and enter the Gain value 

as άлΦнрέ (i.e., 2.5/10 = 0.25). 

 
 

In this example, the Range of AIO is set to ά-10 ~ 10±έ and the Data Format is set to 

ά9ƴƎƛƴŜŜǊƛƴƎέ. For more information about the setting, refer to Section 3.2.3 ς (E) Analog 

Input Settings (P49). 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Actual Value 

2.5 

 

0 

 

 

+10 V 

 

0 V 

 

-10 V 

Conveyor Speed 
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4. Click the SUBMIT button to save the settings. 

 

 

 

 

 

 

 

Step 9: .ǊƻǿǎŜ ǘƘŜ ά/ŀǊǊƛŀƎŜέ ǿŜō ǇŀƎŜ 

After clicking the Web HMI item, you can click on the Carriage tab to see the added page. 
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On the Carriage page, you can click the control button of the motor to set it as ON. For testing, 

ǿƘŜƴ ǘƘŜ !L ǾŀƭǳŜ ƛǎ άрέΣ ǘƘŜ ǾŀƭǳŜ ǿƛƭƭ ōŜ ŎƻƴǾŜǊǘŜŘ ǘƻ ŀ ŎƻƴǾŜȅƻǊ ǎǇŜŜŘ ƻŦ р Ȅ лΦнр Ґ мΦнр όƳκǎύ 
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3.5. I/O Pair Connection 

The "Pair Connection" feature enables configuring connections between remote and local I/O, 

facilitating the remote transmission of input data to output channels. 

 

 

The pair connection function is a particular feature of 

the ET-7x00/PET-7x00 module that can be used to 

enable a pair of DI-to-DO (or AI-to-AO) via Modbus TCP.  

 

With the pair connection function enabled, the ET-7x00/ 

PET-7x00 module can poll the status of remote input 

devices using the Modbus/TCP protocol and then 

continuously write to its output channels in the 

background. 
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The Pair Connection function consists of the following parameters: 

 

 

 

 

 

 

 

Connection Timeout: The (P)ET-7x00 module wait for a connection to the remote module for a 

specified period of time. 

Reconnect Interval: The (P)ET-7x00 module attempt to reconnect to the remote module at 

specified intervals. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Communication Timeout (ms):  

The (P)ET-7x00 module wait for a response from the remote module for a specified period of 

time. 

IP Address of the Remote Device:  

The IP address of the remote module. 

Scan Time (ms):  

The polling frequency of the remote module. 

Modbus TCP Port:  

The Modbus TCP Port of the remote module. 
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Local DO Base Address:  

The start number of the local DO channel, used for mapping to the remote DI channel. 

Modbus ID:  

The Modbus Net ID of the remote module. 

I/O Count:  

The count of mapped I/O channels starting from the initial channel number. 

Remote DI Base Address:  

The start number of the remote DI channel, used for mapping to the local DO channel. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Except for these two items, all descriptions are the same as noted before. 

 

Local AO Base Address:  

The start number of the local AO channel, used for mapping to the remote AI channel. 

Remote AI Base Address:  

The start number of the remote AI channel, used for mapping to the local AO channel. 
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3.5.1. Example 1: Pair Connection - AI to AO 

This example will describe how to use this feature to achieve remote AI/AO mapping between 

two I/O modules.  

 

Hardware Devices: 

1. PET-7026 (with AI, AO, DI, and DO) 

2. ET-7017 (with AI and DO) 

3. PoE Ethernet Switch 

4. Power Supply (24 V) 

5. Power Supply (48 V)  

 

Hardware Connections: 

 

 

 

 

 

 

 

 

 

 

 

 

Software Configuration: 

The following provides step-by-step instructions for how to configure the ET-7x00/PET-7x00 via 

the built-in web interface.  

 

In this example, we will configure the PET-7026's settings page to map its AO to the ET-7017's AI. 

Then, when the ET-7017's AI receives 7.5V, the PET-7026's AO will automatically output 7.5V. 

Set Pair- connection 

on the Client-side. 

PET-7026  

(Local AO) 

ET-7017  

(Remote AI) 

Internet / LAN 

Remote Module 
(Server-side) 

Local Module 
(Client-side) 

AI0 

7.5V Output 
7.5V 
AO0 
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Step 1: Log in to the PET-7026 web interface 

Enter the IP address of the PET-7026 in the browser, and then enter your user name and 

password to log in to the PET-тлнс ǿŜō ƛƴǘŜǊŦŀŎŜΦ wŜŦŜǊ ǘƻ ŎƘŀǇǘŜǊ оΣ άWeb ApplicationsέΣ ŦƻǊ 

more details.  

 

 

 

 

 

 

 

 

 

 

 

Step 2: Configure the AO type for the PET-7026 

/ƭƛŎƪ ǘƘŜ άModule I/O Settingsέ ƻǇǘƛƻƴ ƛƴ ǘƘŜ Configuration menu and set the voltage (or 

current) ǊŀƴƎŜ ǘƻ ά-10 ~ 10Vέ in ǘƘŜ άAnalog Output Settingsέ section. Then, ŎƭƛŎƪ ǘƘŜ άSubmitέ 

button. Follow the same procedure to set the AI range for the ET-7017. 

 

 

 

 

 

 

 

 

 

Tips & Warnings 

The settings for both the AO type for the PET-7026 and the AI type for the ET-7017 

must be the same. In this example, they are both ά-10 ~ 10Vέ. 

 

 

2. 

1. 



 

ET-7X00/PET-7X00 User Manual P81 

Step 3: Configure the Modbus Settings for the PET-7026 

/ƭƛŎƪ ǘƘŜ άPair Connectionέ ƻǇǘƛƻƴ ƛƴ ǘƘŜ main menu and enter the details noted in the table 

below info the respective fields. 

 

Field Settings 

 
 
 
 
 
 

Connection Timeout 3000 ms 

Reconnect Interval 5000 ms 

Remote AI to Local AO 

Click the toggle button to enable the I/O pair connection functions. (See the next page) 

Communication Timeout (1000 to 12000) 2000 ms  

Scan Time (1000 to 30000) 2000 ms 

Local AO Base Address 0  (Starting from AO0 on the PET-7026) 

I/O Count 2  (Using AO0, AO1 and AI0, AI1) 

IP Address of the Remote Device 
The IP address of the ET-7017 module.  
(e.g. 192.168.15.17) 

Modbus TCP Port 502 

Modbus ID 1  (Default = 1, the Net ID for the ET-7017) 
 

To determine the Net ID, check the άaƻŘōǳǎ 5ŜŦƛƴƛǘƛƻƴέ section which can be found by 
clicking the άaƻŘǳƭŜ Lκh {ŜǘǘƛƴƎǎέ option in the ά/ƻƴŦƛƎǳǊŀǘƛƻƴέ menu. 
 
 
 
 
 
 
 
 
 
 

Remote AI Base Address: 0  (Starting from AI0 on the ET-7017) 
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After completing the configuration, click the άSubmitέ button to save the settings. 

 

 

 

 

 

 

 

 

 

 

 

 

 

Testing: 

Before starting the test, confirm that the data format of ET-7017 is the same as that of PET-7026. 

¢ƻ Řƻ ǘƘƛǎΣ ŎƭƛŎƪ ǘƘŜ άModule I/O Settingsέ ƻǇǘƛƻƴ ƛƴ ǘƘŜ άConfigurationέ ƳŜƴǳ ŀƴŘ ŎƘŜŎƪ ǘƘŜ 

άRangeέ ǎŜǘǘƛƴƎ ƛƴ ǘƘŜ ά!ƴŀƭƻƎ LƴǇǳǘ {ŜǘǘƛƴƎǎέ ǎŜŎǘƛƻƴΦ 

 

 
 
 
 
 
 
 
 
 

 

To supply +7.5V to AI0 and +5.5V to AI1 on the ET-7017 and click 

ǘƘŜ άWeb HMIέ item ƛƴ ǘƘŜ άWeb HMIέ menu.  

 

The wiring for ET-7017 in this example: 

 

 

ET-7017  External Power 

Vin0+ Ą +Vs (7.5V) 

Vin0- Ą GND 

ET-7017  External Power 

Vin1+ Ą +Vs (5.5V) 

Vin1- Ą GND 
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/ƭƛŎƪ ǘƘŜ άAIέ ǘŀō ƻƴ ǘƘŜ Web HMI page of the ET-7017. As shown in the figure below, AI0 

received about 7.5V. AI1 received about 5.5V. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Next, cƭƛŎƪ ǘƘŜ άAOέ ǘŀō ƻƴ ǘƘŜ Web HMI page of the ET-7026 and you can see that AO0 outputs 

about 7.5 V and AO1 outputs about 5.5V. automatically. 

 

 

  

 

 

 

 

 

 

 

 

ET-7026 

ET-7017 
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3.5.2. Example 2: Pair Connection - DI to DO 

In this example, we will show how to use this feature to achieve remote DI/DO mapping 

between two I/O modules.  

 

Hardware devices: 

1. PET-7026 (with AI, AO, DI, and DO) 

2. PET-7044 (with DI and DO) 

3. PoE Switch 

4. Power Supply (48 V). 

 

Hardware Connections: 

 

 

 

 

ŀ 

 

 

 

 

 

 

 

Software Configuration: 

The following provides step-by-step instructions for how to configure the ET-7x00/PET-7x00 via 

the built-in web interface.  

 

In this example, we will configure the settings page of PET-7026 to map its DO to the DI of 

PET-7044. Then, when the DI status of PET-7044 changes to ON, the DO of PET-7026 will 

automatically be set to ON. 

Set Pair- connection 

on the Client-side. 

PET-7026  

(Local DO) 

PET-7044  

(Remote DI) 

Internet / LAN 

Remote Module 
(Server-side) 

Local Module 
(Client-side) 

DI0 

DO0 
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Step 1: Log in to the PET-7026 web interface 

Enter the IP address of the PET-7026 in the browser, and then enter your user name and 

password to log in to the PET-тлнс ǿŜō ƛƴǘŜǊŦŀŎŜΦ wŜŦŜǊ ǘƻ ŎƘŀǇǘŜǊ оΣ άWeb ApplicationsέΣ ŦƻǊ 

more details.  

 

 

 

 

 

 

 

 

 

 

 

Step 2: Configure the Modbus Settings for the PET-7026 

Click the άtŀƛǊ /ƻƴƴŜŎǘƛƻƴέ option in the Main Menu, and enter the details listed in the table 

below into the respective fields. 

 

Field Settings 

 
 
 
 
 
 

Connection Timeout 3000 ms 

Reconnect Interval 5000 ms 

Remote DI to Local DO 

Click the toggle button to enable the I/O pair connection functions. 

Communication Timeout (1000 to 12000) 1000 ms  

Scan Time (1000 to 30000) 1000 ms 

Local DO Base Address 0, starting from DO0 on the PET-7026 

I/O Count 2, using DO0, DO1, and DI0, DI1 
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IP Address of the Remote Device 
The IP address of the PET-7044 module.  
(e.g. 192.168.15. 44) 

Modbus TCP Port 502 

Modbus ID 1 (Default = 1, the Net ID for the PET-7044) 
 

To determine the Net ID, check the άaƻŘōǳǎ 5ŜŦƛƴƛǘƛƻƴέ section which can be found by 
clicking the άaƻŘǳƭŜ Lκh {ŜǘǘƛƴƎǎέ option in the ά/ƻƴŦƛƎǳǊŀǘƛƻƴέ menu. 
 
 
 
 
 
 
 
 
 
 

Remote DI Base Address: 0  (Starting from DI0 on the PET-7044) 

 

 

After completing the configuration, click the άSubmitέ button to save the settings. 
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For Testing the function: 

The user can view the Wire Connection in the data sheet on the product page. In this example, 

the wiring of the PET-7044 is shown below. 

 

 

 

 

 

 

 

On the Web HMI page of the PET-7044. Depending on the wiring above, if DO1 is set to ON, DI1 

will become ON. 

 

 

 

 

 

 

 

 

 

 

 

 

 
 

 

On the άWeb HMI - DOέ page of PET-7026, the status of DO1 becomes ON automatically.  

 

 

 

 

 

 

 

 

 

 PET-7044    External Power 

IN0  Ą DO0 

IN1  Ą DO1 

IN.COM Ą DO.PWR  

   DO.PWR  Ą Vs (24V, 10 ς 50V) 

   DO.GND Ą GND 

1. 

2. 

https://www.icpdas.com/en/product/PET-7044
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3.6. Maintenance 

The function is supported sine the firmware version 3.11. 

Import / Export Configuration:  

Used to import or export the configuration file of the I/O module. 

 

 

 

 

 

 

 

 

 

 

 

TƘŜ άMaintenanceέ menu as below: 
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TƘŜ άLƳǇƻǊǘ κ 9ȄǇƻǊǘ /ƻƴŦƛƎǳǊŀǘƛƻƴέ page allows users to import or export the configuration 

file of the module.  

 

 

 

 

 

 

 

 

 

 

 

 

 

Export the Configuration 

After completing the module settings, the user can add some notes in the text box and then click 

the άExportέ button to export the configuration file. The file will be saved in your default 

download location. 

 

 

(File name: module name_cfg_v1.bin) 

 

 

 

 

 

 

 

 

 

Import the Configuration 

Step 1: Click the άChoose Fileέ button. 
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Step 2: Choose the file (.bin) to be imported, and then click the άOpenέ button. 

 

 

 

 

 

 

 

 

 

 

 

By default, all options are checked, 

and the Accessible IP Settings 

cannot be overwritten. 
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Users can uncheck unwanted items or select 

only the "Entire Configuration" option, which 

includes all default checked options.  

 

 

 

 

 

 

 

 

 

 

 

 

Step 3: Click the άImportέ button, and the prompt message will appear based on the module 

settings. Users can review the imported configuration values again.  
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3.7. More Information 

The άMore Informationέ option in the main menu can be used to open the ICP DAS site in your 

browser. The default URL is http://www.icpdas.com.  

 

 

 

 

 

 

 

 

 

 

 

 

Also, refer to Section 3.2.2 Basic Settings to modify the URL if it is necessary. 

 

 

 

 

 

 

 

 
1. 

2. 

http://www.icpdas.com/
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Chapter 4. Modbus TCP/IP 

With the support of the Modbus TCP protocol, the (P)ET-7000/(P)ET-7200 series module can 

send Modbus data via Ethernet for remote I/O monitoring applications. Modbus TCP is an 

Ethernet communication based on the Master/Slave (or Client/Server) architecture. The Master 

sends a query or control command, and the Slave executes the Master's request according to 

the function code in the command and then responds with a message to the Master.  

 

The Modbus TCP Client connects to the (P)ET-7x00 with standard TCP/IP communication. Up to 

12, Modbus TCP connections are available at one time for a (P)ET-7x00. Visit the website 

http://www.modbus.org for more information about the Modbus protocol. 

 

4.1. Modbus TCP/IP Message Format 

Modbus TCP ADU consists of the Modbus Application Protocol (MBAP) Header and the Modbus 

PDU. When sending a Modbus message, the MBAP header is used for identifying the Modbus 

TCP package.  

 

 

 

 

 

MBAP Header 

Field Length Description 

Transaction Identifier 2 bytes Specified by Modbus TCP Master (Client) 

Protocol Identifier 2 bytes 0 = Modbus protocol 

Length Field 
2 bytes Number of following bytes  

(Counting from the Unit Identifier to the last data of PDU) 

Unit Identifier 1 byte Identification of the remote Slave device 

 

 

Modbus TCP Application Data Unit (ADU) 

MBAP Header Function Code Data 

 Protocol Data Unit (PDU) 

http://www.modbus.org/
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Function Code 

Modbus TCP supports several function codes, and the Slave device can perform actions 

according to function codes. The Modbus/TCP feature of the ET-7x00/PET-7x00 series module 

supports eight function codes, which allows read/write data from/to the register. 

 

Function Code Function 

01 (0x01) Read Coil Status 

02 (0x02) Read Input Status 

03 (0x03) Read Holding Registers 

04 (0x04) Read Input Registers 

05 (0x05) Force Single Coil 

06 (0x06) Preset Single Register 

15 (0x0F) Force Multiple Coils 

16 (0x10) Preset Multiple Registers 

 

Any function codes that are not supported by ET-7000/ET-7200 will be replied to with an 

exception code to inform the Client to do appropriate actions 

 

 

Data 

The data field is used to specify the registerΩǎ address of the Slave device to be accessed. In 

addition, the data field needs to contain the necessary information according to the function 

code, such as the number of registers to be accessed. 
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Response 

When the Master sends a request to the Slave device, the following conditions may occur. 

1. If the Slave receives the request and no communication error occurs, it will make a normal 

response. 

2. If the Slave does not receive a request due to a communication error or if the unit ID in the 

request does not match, it will not respond. 

3. If the Slave receives a request but the function code is not supported or the specified register 

address is incorrect, it will respond with an exception code to notify the Master for 

appropriate processing.  

 

 

 

 

 

 

 

 

 

 

PDU 

Client (Master) Server (Slave) 

Function Code + Data Request 

Normal Response 

Function Code + Data Response 

Exception Response 

Exception Function Code + Exception Code 



 

ET-7X00/PET-7X00 User Manual P96 

4.2. Function Code 

4.2.1. 01 (0x01) Read Coils 

This function code is used to read the status of digital outputs.  

 

Here is an example of a request to read two digital outputs of the ET-7026/PET-7026 module: 

Request Response 

Field Name (Hex) Field Name (Hex) 

MBAP Header 

01 

MBAP Header 

01 

02 02 

00 00 

00 00 

00 00 

06 04 

Unit ID 01 Unit ID 01 

Function Code 01 Function Code 01 

Starting Address  
Hi 00 Byte Count 01 

Lo 00 Outputs Status (0-1) 02 

Channels 
Hi 00   

Lo 02   

The status of outputs in the Modbus response is expressed in hexadecimal 02, also binary 0000 

0010. The LSB (Least Significant Bit) indicates the status of DO0 (0=OFF) and the bit1 indicates 

the status of DO1 (1=ON). 
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4.2.2. 02 (0x02) Read Discrete Inputs 

This function code is used to read the status of digital inputs. 

 

Here is an example of a request to read two digital inputs of the ET-7026/PET-7026 module: 

Request Response 

Field Name (Hex) Field Name (Hex) 

MBAP Header 

01 

MBAP Header 

01 

02 02 

00 00 

00 00 

00 00 

06 04 

Unit ID 01 Unit ID 01 

Function Code 02 Function Code 02 

Starting Address  
Hi 00 Byte Count 01 

Lo 00 Digital Inputs Status (0-1) 03 

Quantity of Inputs 
Hi 00   

Lo 02   

The status of inputs in the Modbus response is expressed in hexadecimal 03, also binary 0000 

0011. The LSB (Least Significant Bit) indicates the status of DI0 (0=OFF) and the bit1 indicates 

the status of DI1 (1=ON). 
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4.2.3. 03 (0x03) Read Holding Registers 

This function code is used to read the value of analog outputs. 

 

Here is an example of a request to read two analog outputs of the ET-7026/PET-7026 module: 

Request Response 

Field Name (Hex) Field Name (Hex) 

MBAP Header 

01 

MBAP Header 

01 

02 02 

00 00 

00 00 

00 00 

06 07 

Unit ID 01 Unit ID 01 

Function Code 03 Function Code 03 

Starting Address 
Hi 00 Byte Count 04 

Lo 00 
Register Value (AO0) 

Hi 02 

Quantity of Outputs 
Hi 00 Lo 2B 

Lo 02 
Register Value (AO1) 

Hi 00 

 Lo 64 

The AO value is made up of 1 word (2 bytes). The AO0 value in the Modbus response is 

expressed in hexadecimal 022B, i.e., decimal 555. The AO1 value is expressed in hexadecimal 

0064, i.e., decimal 100. 
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4.2.4. 04 (0x04) Read Inputs Registers 

This function code is used to read the value of analog inputs. 

 

Here is an example of a request to read two analog inputs of the ET-7026/PET-7026 module: 

Request Response 

Field Name (Hex) Field Name (Hex) 

MBAP Header 

01 

MBAP Header 

01 

02 02 

00 00 

00 00 

00 00 

06 07 

Unit ID 01 Unit ID 01 

Function Code 04 Function Code 04 

Starting Address 
Hi 00 Byte Count 04 

Lo 00 
Register Value (AI0) 

Hi 00 

Quantity of Inputs 
Hi 00 Lo 0A 

Lo 02 
Register Value (AI1) 

Hi 00 

 Lo 64 

The AI value is made up of 1 word (2 bytes). The AI0 value in the Modbus response is expressed 

in hexadecimal 000A, i.e., decimal 10. The AI1 value is expressed in hexadecimal 0064, i.e., 

decimal 100. 
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4.2.5. 05 (0x05) Write Single Coil 

This function code is used to write a single DO to either ON or OFF. 

 

Here is an example of a request to write DO1 of ET-7026/PET-7026 ON: 

Request Response 

Field Name (Hex) Field Name (Hex) 

MBAP Header 

01 

MBAP Header 

01 

02 02 

00 00 

00 00 

00 00 

06 06 

Unit ID 01 Unit ID 01 

Function Code 05 Function Code 05 

Output Address 
Hi 00 

Output Address 
Hi 00 

Lo 01 Lo 01 

Output Value 
Hi FF 

Output Value 
Hi FF 

Lo 00 Lo 00 

In the Modbus request, the output value is FF00 in Hex which means to output ON; the output 

value is 0000 in Hex which means to output OFF. The normal response is an echo of the request, 

returned after the DO status has been written. 
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4.2.6. 06 (0x06) Write Single Register 

This function code is used to write a single AO value. The normal response is an echo of the 

request, returned after the value has been written. 

 

Here is an example of a request to write AO1 of ET-7026/PET-7026 to 55 FF (hex): 

Request Response 

Field Name (Hex) Field Name (Hex) 

MBAP Header 

01 

MBAP Header 

01 

02 02 

00 00 

00 00 

00 00 

06 06 

Unit ID 01 Unit ID 01 

Function Code 06 Function Code 06 

Register Address 
Hi 00 

Register Address 
Hi 00 

Lo 01 Lo 01 

Register Value 
Hi 55 

Register Value 
Hi 55 

Lo FF Lo FF 
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4.2.7. 15 (0x0F) Write Multiple Coils 

This function code is used to write several DO to either ON or OFF. 

 

The requested ON/OFF states are specified by the ŎƻƴǘŜƴǘǎ ƻŦ ǘƘŜ ǊŜǉǳŜǎǘ Řŀǘŀ ŦƛŜƭŘΦ ! ƭƻƎƛŎŀƭ ΨмΩ 

ƛƴ ŀ ōƛǘ Ǉƻǎƛǘƛƻƴ ƻŦ ǘƘŜ ŦƛŜƭŘ ǊŜǉǳŜǎǘǎ ǘƘŜ ŎƻǊǊŜǎǇƻƴŘƛƴƎ ƻǳǘǇǳǘ ǘƻ ōŜ hbΦ ! ƭƻƎƛŎŀƭ ΨлΩ ǊŜǉǳŜǎǘǎ ƛǘ 

to be OFF. The normal response returns the function code, starting address, and several digital 

outputs to be written. 

 

Here is an example of a request to write a series of 2 digital outputs starting at DO0: 

The request data content is one byte: 02 hex (0000 0010 binary). The binary bits correspond to 

the outputs in the following way: 

 

Bit (0-7) 0 0 0 0 0 0 1 0 

Output - - - - - - DO1 DO0 

 

Request Response 

Field Name (Hex) Field Name (Hex) 

MBAP Header 

01 

MBAP Header 

01 

02 02 

00 00 

00 00 

00 00 

08 06 

Unit ID 01 Unit ID 01 

Function Code 0F Function Code 0F 

Starting Address 
Hi 00 

Starting Address 
Hi 00 

Lo 00 Lo 00 

Quantity of Outputs 
Hi 00 

Quantity Value 
Hi 00 

Lo 02 Lo 02 

Byte Count 01 
 

Outputs Value Lo 02 
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4.2.8. 16 (0x10) Write Multiple Registers 

This function code is used to write several AO values. The normal response returns the function 

code, starting address, and the number of analog outputs to be written. 

 

Here is an example of a request to write two AO values starting at AO0: 

Request Response 

Field Name (Hex) Field Name (Hex) 

MBAP Header 

01 

MBAP Header 

01 

02 02 

00 00 

00 00 

00 00 

0B 06 

Unit ID 01 Unit ID 01 

Function Code 10 Function Code 10 

Starting Address 
Hi 00 

Starting Address 
Hi 00 

Lo 00 Lo 00 

Quantity of Registers 
Hi 00 

Quantity Value 
Hi 00 

Lo 02 Lo 02 

Byte Count 04 

 
Registers Value 

Hi 00 

Lo 0A 

Hi 01 

Lo 02 

The AO value is made up of 1 word (2 bytes). In the Modbus request, the AO0 value to be 

written is 000A in hexadecimal and the AO1 value to be written is 0064 in hexadecimal. 
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4.3. Modbus Master Simulators 

In the previous section, we introduced the Modbus communication protocol. Now, we will 

describe how to achieve the Modbus/TCP communication between the ET-7x00/PET-7x00 

module and PC-connection. 

 

4.3.1. Modbus/TCP Client 

Modbus Utility  is a Modbus master simulator and test utility designed primarily to help users 

who want to test and simulate the Modbus protocol. Using the Modbus/TCP Client application, 

you can compose and send individual Modbus requests to a Modbus slave, and it can also 

continually poll (send read and write requests to) the slave. Subsequently, you can re-run the 

sequence of commands. 

 

For each Modbus request, you specify the slave ID, function code, starting address, and quantity. 

You can refer to the previous section for more detailed information about the Modbus 

communication protocol. The software can be obtained from the website at: 

www.icpdas.com/en/product/guide+Software+Development__Tools+Modbus__Tool#676  or  

www.icpdas.com/en/download/show.php?num=1028 

The following instructions will help you to read the status of digital inputs in an ET-7026 by using 

the Modbus Utility . 

Step 1: Right-click the Modbus Utilit y and select the Run as administrator option. Next, click 

the Modbus/TCP button for the ET-7000 module.  

 

 

 

 

 

 

 

http://www.icpdas.com/en/product/guide+Software+Development__Tools+Modbus__Tool#676
http://www.icpdas.com/en/download/show.php?num=1028


 

ET-7X00/PET-7X00 User Manual P105 

Step 2: Select the Modbus/TCP Client item from the Client Tools menu. 

 

 

 

 

 

 

Step 3: Enter the IP address of ET-7026 in the Modbus TCP section and click tƘŜ άConnectέ 

button to connect the module. 

 

 

 

 

 

 

 

 

Step 4: In this case, the request is to read the status of DI0 and DI1 on ET-7026 and its Modbus 

L5 ƛǎ ά1έΦ /ƭƛŎƪ ǘƘŜ άSend Commandέ ōǳǘǘƻƴ ǘƻ ǎŜƴŘ ǘƘŜ aƻŘōǳǎ ǊŜǉǳŜǎǘ ǘƻ 9¢-7026. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

FC2: Read multiple DI 

 

Header ID=1, Function Code=2, Starting Address=00, Quantity of Inputs=02 
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Step 5: If no error occurs, a data field of a response from the ET-7026 to the Modbus TCP 

Client contains the status of digital inputs of ET-7026. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

CƻǊ ŀ ƳƻǊŜ ŘŜǘŀƛƭŜŘ ŘŜǎŎǊƛǇǘƛƻƴ ƻŦ ǘƘƛǎ ŦǳƴŎǘƛƻƴ ŎƻŘŜΣ ǎŜŜ ǘƘŜ άProtocol Descriptionέ ƎǊƻǳǇ ōƻȄΦ 

 

ID=01, Function Code=02, Byte Count=01, DI0 and DI1=OFF 
DI1=OFF 
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4.3.2.  Modbus Master Tool 

Modbus Master Tool is a Modbus master simulator designed by ICP DAS. It is used to help 

developers of Modbus slave devices or others that want to test the Modbus connection.  

The software can be obtained from the website at: 

www.icpdas.com/en/product/guide+Software+Development__Tools+Modbus__Tool#674  

 

The following are step-by-step instructions on how to read the DO status of PET-7026.  

 

Step 1:  Double-click the άaƻŘōǳǎaŀǎǘŜǊ¢ƻƻƭt/ΦŜȄŜέ to open it . 

 

 

 

 

Step 2:  Click the άSetup > Definitionέ in the menu bar to setup the parameters. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

http://www.icpdas.com/en/product/guide+Software+Development__Tools+Modbus__Tool#674
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We use the same example in section 4.5.1; you can see the parameters in the table. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Tips & Warnings 

When reading or writ ing the AO or AI channel, select the άHexέ options in 

the άFormatέ drop-up menu. 

 

 

Step 
Request 

Data Field (Hex) 

1 Unit Identifier 01 

2 Function Code 01 

3 
Starting Address Hi 00 

Starting Address Lo 00 

4 
Quantity of Outputs Hi 00 

Quantity of Outputs Lo 02 

 

You can go to άModules I/O Settingsέ 
(section 3.2.3) to check/set the ID. 

Starting from DO0 

Read two channels 

01 (0x01) Read Coils 

1. 

2. 

4. 

3. 
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Step 3:  Click the άConnection > Connectέ to set TCP Connection. 

 

 

 

 

 

 

 

 

 

1. Select άTCP/IPέ in the άInterfaceέ field.  

2. Fill out the PET-7026Ωs IP address in the άRemote Server IPέ.  

3. You can keep the settings of other fields or change them then click OK. 

 

 

 

 

 

 

 

 

 

Now, the DO status of PET-7026 will show on the screen. (1: ON; 0: OFF) 

 

 

 

 

 

 

 

 

1. 

2. 

3. 
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4.4. Modbus Demo Programs 

nModbus is a C# 3.0 implementation of the Modbus protocol. It is developed and maintained 

voluntarily and provided free of change. 

 

The DLL based on the official releases from http://nmodbus.googlecode.com was verified and 

improved. Programmers can use the DLL released to develop a Modbus application for regular 

Windows-based PCs. 

 

The relevant Modbus demo and SDK can be obtained from the following ICP DAS website. 

ǒ Documents, DLL, and Demo: 

https://www.icpdas.com/en/download/index.php?root=&model=&kw=nModbus  

 

http://nmodbus.googlecode.com/
https://www.icpdas.com/en/download/index.php?root=&model=&kw=nModbus
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Chapter 5. Calibration 

Tips & Warnings 

It is not recommended that calibration be performed until the process is fully 

understood. 

 

 

5.1. Voltage and Current Calibration 

Analog Input Calibration Requirement for ET-7x00/PET-7x00 

Connect the calibration voltage/current source to channel 0 and only channel 0 should be 

enabled during calibration. 

 

Type Code 

The following table shows all of the type codes for use in voltage and current, you can use it 

upon the model number of ET-7x00/PET-7x00 (e.g. ET-7017 can use type 07 ~ 1A). 

 

Type Code 00 01 02 03 04 

Zero Input 0 mV 0 mV 0 mV 0 mV 0 V 

Span Input +15 mV +50 mV +100 mV +500 mV +1 V 

 

Type Code 05 06 07 08 09 

Zero Input 0 V 0 mA 0mA 0 V 0 V 

Span Input +2.5 V +20 mA +20 mA +10V +5 V 

 

Type Code 0A 0B 0C 0D 1A 

Zero Input 0 V 0 mV 0 mV 0 mA 0 mA 

Span Input +1 V +500 mV +150 mV +20 mA +20 mA 
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The following steps will show you how to calibrate the ET-7017 (8 AI, 4 DO): 

Step 1: Warm up the module for 30 minutes. 

Step 2: Enable channel 0 to calibrate and disable other channels. 

Go to the configuration page of Modules I/O Settings, and set AI0 as ON and the others 

as OFF.  

Step 3: Set the type code to the type you want to calibrate. 

Select the AI range (e.g. 09, -5V ~ 5V) then click the άSubmitέ button.  

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 4: Enable calibration. 

We will complete steps 4 to 8 by using Modbus Master Tool.  

 

Modbus Master Tool can be obtained from the ICP DAS FTP site at:  

https://www.icpdas.com/en/product/guide+Software+Development__Tools+Modbus__Tool#674  

 

1. 

2. 

3. 

https://www.icpdas.com/en/product/guide+Software+Development__Tools+Modbus__Tool#674
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4.1 Double-click the άaƻŘōǳǎaŀǎǘŜǊ¢ƻƻƭt/ΦŜȄŜέ to open it and click the άSetup > 

Definitionέ in the menu bar to setup the parameters. 

 

 

 

 

 

 

 

 

 

  

 

 

 

Modbus Address for Calibration 

Register Points Description Access Type 

00830 1 

Enable/Disable Calibration 

0=Disabled 

1=Enabled 

R/W 

00831 1 Zero calibration command of ch0 (1 = run) W (Pulse) 

00832 1 Span calibration command of ch0 (1 = run) W (Pulse) 

 

Note: When calibrating the current type (i.e. type 06, 07, and 1A), the jumper of the 

corresponding channel should be short.  

 

Refer to the ET-7x00 and PET-7x00 Register Table for details. 

https://www.icpdas.com/en/download/show.php?num=2217  

 

 

Refer to Section 3.2.3. 

Modules I/O Settings - Modbus Definition. 

1. 

2. 

Select this item no matter what 

kind of the module you used. 

Refer to the table below. The Modbus 

address (830 to 832) for calibration. 

https://www.icpdas.com/en/download/show.php?num=2217
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4.2 Click the άConnection > Connectέ in the menu bar and enter ET-7017Ωs IP address to 

establish a TCP Connection. 

 

 

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

4.3 Double-click on address 830 to set it as άONέ. (Enable Calibration) 

 

 

 

 

 

 

 

 

Step 5: Apply the zero calibration voltage/current to channel 0. 

In this example, we use type code - 09 and its ά½ŜǊƻ LƴǇǳǘέ is 0 V.  

 

Type Code 09 

Input Range -5V ~ +5 V 
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Step 6: Send the zero calibration command. 

Double-click on address 831 to set it as ON. If the calibration is successful, the value 

will return 0. 

 

 

 

 

 

 

 

Step 7: Apply the span calibration voltage/current to channel 0. 

In this example, we use type code - 09 and its άSpan LƴǇǳǘέ is +5 V.  

 

Type Code 09 

Input Range -5V ~ +5 V 

 

Step 8: Send the span calibration command. 

Double-click on address 832 to set it as ON. If the calibration is successful, the value 

will return 0. 

 

 

 

 

 

 

 

Step 9: Disable calibration. 

As figure above, double-click on address 830 to set it as άOFFέ. 
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5.2. Thermocouple Calibration 

Type Code 

The following table shows all of the type codes for use in the thermocouple. 

Type Code 14 18 0E 10 12 13 15 16 19 0F 11 17 

Thermocouple 
Calibration Range 

00 01 02 

Zero Input 0 mV 0 mV 0 mV 

Span Input +15 mV +50 mV +100 mV 

 

The calibration procedure is similar to section 5.1. But, the difference between them is that the 

ET-7x00/PET-7x00 doesnΩt directly support type code - 0E ~ 19 for AI calibration, so you need to 

change the channel 0 as a range - 00 ~ 02 to complete the work, refer to section 5.1 step 3.  

 

Step 1 Warm up the module for the latest 30 minutes. 

Step 2 Set the type code to the type you wish to calibrate. 

Step 3 Enable calibration. 

Step 4 Apply the zero calibration voltage to channel 0. 

Step 5 Send the zero calibration command. 

Step 6 Apply the span calibration voltage to channel 0. 

Step 7 Send the span calibration command. 

Step 8 Disable calibration. 

 

For example 

If you want to calibrate type 0E, you need to set the Range of channel 0 to [01] ±50 mV. 
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5.3. RTD Calibration 

Type Code 

The following table shows all of the type codes for use in RTD calibration. 

Type Code 20 ~ 29 2E 2F 80  81 83 2B 2C 82 2A 2D 

Zero Calibration 
Resistor 

0  ̂ 0  ̂ 0  ̂

Span Calibration 
Resistor 

375  ̂ 200  ̂ 3200  ̂

 

Modbus Address for Calibration 

Register Points Description Access Type 

00830 1 

Enable/Disable Calibration 

0=Disabled 

1=Enabled 

R/W 

00831 1 Zero calibration command of ch0 (1=run) W (Pulse) 

00832 1 Span calibration command of ch0 (1=run) W (Pulse) 

00833 1 Zero calibration command of ch1 (1=run) W (Pulse) 

00834 1 Span calibration command of ch1 (1=run) W (Pulse) 

00835 1 Zero calibration command of ch2 (1=run) W (Pulse) 

00836 1 Span calibration command of ch2 (1=run) W (Pulse) 

00837 1 Zero calibration command of ch3 (1=run) W (Pulse) 

00838 1 Span calibration command of ch3 (1=run) W (Pulse) 

00839 1 Zero calibration command of ch4 (1=run) W (Pulse) 

00840 1 Span calibration command of ch4 (1=run) W (Pulse) 

00841 1 Zero calibration command of ch5 (1=run) W (Pulse) 

00842 1 Span calibration command of ch5 (1=run) W (Pulse) 

 

The calibration procedure is similar to section 5.1. However, the RTD calibration required an 

external resistor and must be calibrated for each channel rather than just the ch0 we mentioned 

before.
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The calibration procedure is as follows: 

Step 1 Warm up the module for the latest 30 minutes. 

Step 2 Set the type code to the type you wish to calibrate. 

Step 3 Enable calibration. 

Step 4 Connect the zero calibration resistor. 

(Refer to the table ς Type Code) 

Step 5 Send the zero calibration command. 

(Refer to the table - Modbus Address for Calibration) 

Step 6 Connect the span calibration resistor. 

(Refer to the table ς Type Code) 

Step 7 Send the span calibration command. 

(Refer to the table - Modbus Address for Calibration) 

Step 8 Disable calibration. 
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5.4. Recover Calibration to the Factory Setting 

In the Modules I/O Settings ς Analog Input Settings configuration page, click the "Restore 

Analog Calibration to Factory Settings" item and click the Submit button to complete the 

function. 
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Chapter 6. MiniOS7 Utility Tools 

MiniOS7 Utility is a tool for uploading firmware to flash memory and updating the OS to 

ET-7x00/PET-7x00 module embedded with MiniOS7 with easiness and quickness. 

 

LŦ ȅƻǳ ƘŀǾŜƴΩǘ ǘƘŜ aƛƴƛh{т ¦ǘƛƭƛǘȅ ƛƴǎǘŀƭƭŜŘ ƻƴ ȅƻǳǊ ǎȅǎǘŜƳΣ ƛƴǎǘŀƭƭŀǘƛƻƴ ƻŦ ǘƘŜ aƛniOS7 Utility 

should be the first step. Please refer to section ά2.4 Installing aƛƴƛh{т ¦ǘƛƭƛǘȅέ to install it. 

 

6.1. Establishing a Connection 

To upload firmware or update the OS to ET-7x00/PET-7x00 module, you must first establish a 

connection between the PC and the ET-7x00/PET-7x00 module.  

Step 1: Run the MiniOS7 Utility 

 

Double-ŎƭƛŎƪ ǘƘŜ άMiniOS7 Utilityέ ǎƘƻǊǘŎǳǘ ƻƴ ȅƻǳǊ ŘŜǎƪǘƻǇΦ 
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Step 2: tǊŜǎǎ ǘƘŜ άCмнέ ƪŜȅ ƻǊ ŎƘƻƻǎŜ ǘƘŜ ά{ŜŀǊŎƘέ ƻǇǘƛƻƴ ŦǊƻƳ ǘƘŜ ά/ƻƴƴŜŎǘƛƻƴέ ƳŜƴǳ 

!ŦǘŜǊ ǇǊŜǎǎƛƴƎ ǘƘŜ άF12έ ƪŜȅ ƻǊ ŎƘƻƻǎƛƴƎ ǘƘŜ άSearchέ ƻǇǘƛƻƴ ŦǊƻƳ the άConnectionέ ƳŜƴǳΣ ǘƘŜ 

MiniOS7 utility performs a search of all modules on your network. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 
 

Step 3: /ƭƛŎƪ ǘƘŜ Lt ŀŘŘǊŜǎǎ ƛƴ ǘƘŜ LtκtƻǊǘ ŦƛŜƭŘ ƭƛǎǘ ŀƴŘ ǘƘŜƴ ŎƭƛŎƪ ǘƘŜ ά/ƻƴƴŜŎǘέ ƛŎƻƴ ƛƴ ǘƘŜ 

toolbar 

After the search has been completed, click the IP address for the ET-7x00/PET-7x00 module in 

ǘƘŜ LtκtƻǊǘ ŦƛŜƭŘ ƭƛǎǘ ŀƴŘ ǘƘŜƴ ŎƭƛŎƪ ǘƘŜ άConnectέ ƛŎƻƴ ƛƴ ǘƘŜ ǘƻƻƭōŀǊ ǘƻ ŎƻƴƴŜŎǘ ǘƻ ǘƘŜ 

ET-7x00/PET-7x00. 

 

 

 

 

 

 

 

 

Check the status bar to monitor the progress of the search. 

1. 

2. 



 

ET-7X00/PET-7X00 User Manual P122 

Step 4: Check the connection symbol to make sure that the connection is established 

A connection symbol is displayed on the top right side of the screen to make sure the connection 

has been established. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Connection Status 
 
       

: Connected           : Disconnected       
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6.2. Exchanging the Protocol (TCP/IP to UDP) 

MiniOS7 Utility supports both UDP and TCP protocols. For MiniOS7 Utility, the TCP/IP is the 

default protocol for communicating with ET-7x00/PET-7x00, and the UDP is used to update the 

OS. Changing the protocol to UDP if you want to update the OS. 

 

Step 1: Establish a connection to the ET-7x00/PET-7x00 

For more information, refer to secǘƛƻƴ ά6.1. Establishing a Connectionέ. 

Step 2: Stop running the firmware  

Right-click the file list of the right side windows, and then choose άQuit Firmwareέ to stop the 

firmware running and exchange TCP/IP protocol to UDP protocol. 

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 3: Click the ά̧ Ŝǎέ button to continue and the settings will take effect 

After executing the Quick Firmware 

command, the άConfirmέ dialog will 

appear, and then click the άYesέ 

button to continue and stop the 

firmware running. 

 

 

Right-click the file list 

1. 

2. 

3. 



 

ET-7X00/PET-7X00 User Manual P124 

6.3. Updating the ET-7x00/PET-7x00 OS 

Additional features to ET-7x00/PET-7x00 OS will continue to be added in the future, so we 

advise you to periodically check with the ICP DAS website for the latest updates.  

 

6.3.1. Using the MiniOS7 Utility 

Step 1: Download the latest version of the MiniOS7 OS image 

 

 

 

 

For ET-7000/PET-7000 series module: 

The latest version of the MiniOS7 OS image can be obtained from the ICP DAS website at:  

https://www.icpdas.com/en/download/show.php?num=2235   

For ET-7200/PET-7200 series module: 

The latest version of the MiniOS7 OS image can be obtained from the ICP DAS website at:  

https://www.icpdas.com/en/download/show.php?num=2236  

 

Step 2: Be sure that the swƛǘŎƘ ƛǎ ǎŜǘ ǘƻ ǘƘŜ άLƴƛǘέ Ǉƻǎƛǘƛƻƴ ŀƴŘ ǘƘŜƴ ǊŜōƻƻǘ ǘƘŜ ƳƻŘǳƭŜ 

 

 

 

 

 

 

 

 

EETT77KK__UUDDPP__YYYYYYYYMMMMDDDD..iimmgg  

Module Type 

Protocol Type 

Release Date 

https://www.icpdas.com/en/download/show.php?num=2235
https://www.icpdas.com/en/download/show.php?num=2236
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Step 3: Establish a connection to ET-7x00/PET-7x00 

RŜŦŜǊ ǘƻ ǎŜŎǘƛƻƴ ά6.1. Establishing a Connection & 6.2 Exchange the protocolέ. Waiting for a while 

to search available UDP devices. 

 

 

 

 

 

 

 

 

 

Tips & Warnings 

If the connection failǎΣ ƛǘ ƛǎ ǊŜŎƻƳƳŜƴŘŜŘ ǘƻ ŎƭƛŎƪ ǘƘŜ άOptionsέ ŦǊƻƳ ǘƘŜ άConfigurationέ 

ƳŜƴǳ ǘƻ ŎƘŀƴƎŜ ǘƘŜ άResponse Timeoutέ ǎŜǘǘƛƴƎ όŜΦƎΦΣ мнл0 ms). 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Double-click the UDP module 
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Step 4: /ƘƻƻǎŜ ά¦ǇŘŀǘŜ aƛƴƛh{т LƳŀƎŜέ ŦǊƻƳ ǘƘŜ άCƛƭŜέ ƳŜƴǳ 

/ƘƻƻǎŜ άUpdate MiniOS7 Imageέ ŦǊƻƳ the File menu to start the update procedure. 

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 5: Select the latest version of the MiniOS7 OS image 

!ŦǘŜǊ ŎƘƻƻǎƛƴƎ ǘƘŜ ǳǇŘŀǘŜ aƛƴƛh{т LƳŀƎŜ ŎƻƳƳŀƴŘΣ ǘƘŜ άSelect MiniOS7 Image fileέ dialog will 

appear, and then select the latest version of the MiniOS7 OS image. Note that DO NOT update 

the same version as the current one. 
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Step 6: /ƭƛŎƪ άhYέ ǘƻ ŦƛƴƛǎƘ ǘƘŜ ǇǊƻŎŜŘǳǊŜ 

After confirming the command, you just need to wait a while until the following dialog appears, 

and then click the άOKέ ōǳǘǘƻƴ ǘƻ ŦƛƴƛǎƘ ǘƘŜ ǇǊƻŎŜŘǳǊŜΦ 

 

Step 7: To check the OS version 

!ŦǘŜǊ ǇǊŜǎǎƛƴƎ άF7έ ƻǊ ŎƘƻƻǎƛƴƎ άinfoέ ŦǊƻƳ ǘƘŜ άCommandέ ƳŜƴǳΣ ŎƘŜŎƪ ǘƘŜ h{ ǾŜǊǎƛƻƴ ƻŦ ǘƘŜ 

άBuildέ ŜƴǘǊȅΦ 
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6.3.2. Using the 7188EU.exe and Command Line 

Note: If you cannot update OS successfully, use the method of the command line instead. 

Step 1: .Ŝ ǎǳǊŜ ǘƘŀǘ ǘƘŜ ǎǿƛǘŎƘ ƛǎ ǎŜǘ ǘƻ ǘƘŜ άLƴƛǘέ Ǉƻǎƛǘƛƻƴ ŀƴŘ ǘƘŜƴ ǊŜōƻƻǘ ǘƘŜ ƳƻŘǳƭŜ  

It is necessary to update the MinisOS7 image under the INIT mode, adjust the switch to INIT 

on the back of the module, and reboot.  

Step 2: Run the MiniOS7 Utility and the file folder of the MinisOS7 image. 

 

 

 

 

 

 

 

 

 

 

 

Step 3: Connect to the module by using UDP 

Click Tools > 7188EU on the menu bar and enter ά/s: IP address of the module /p:23έ in the 

άParametersέ dialog. 
 

Description of parameters: 

/s:192.168.255.1 Ą IP address of the module  

/p:23  Ą UDP Port 23 (fixed) 
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Step 4: Upload the MiniOS7 image 

Press Enter to see άET7K_UDP>έ in the window and input the upload command, then press Enter. 

Also, press ALT + E and enter the full name of the image file (e.g., ET7K_UDP_20161124.img) 

 

 

 

 

 

 

 

 

 

 

 

Step 5: Update the OS image file to a Flash 

Enter the bios1 command to update the image to the flash. It spends 15 seconds for updating 

and does not perform power off or reboot. 

 

 

 

 

 

 

 

 

 

Step 6: Confirm the version of the MiniOS7 by using the άverέ command 

 

 

 

 

 

 

Waiting for 15 seconds until you see the άET7K_UDP>έ 

Press Enter after inputting the command. 
If no files are uploaded, confirm that both 
the IP addresses of the PC and the module 
are on the same network segment. 
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6.4. Updating the ET-7x00/PET-7x00 Firmware 

The firmware is stored in flash memory and can be updated to fix functionality issues or add 

additional features, so we advise you to periodically check the ICP DAS website for the latest 

updates. 

Step 1: Download the latest version of the firmware 

ET-7x00, PET-7x00 

The latest version of the ET-7000/PET-7000 firmware can be obtained from: 

https://www.icpdas.com/en/download/show.php?num=3790  

ET-7200, PET-7200 

The latest version of the ET-7200/PET-7200 firmware can be obtained from: 

V1: 

https://www.icpdas.com/en/download/show.php?num=3785  

V2: 

https://www.icpdas.com/en/download/show.php?num=2233  

 

Step 2: .Ŝ ǎǳǊŜ ǘƘŀǘ ǘƘŜ ǎǿƛǘŎƘ ƛǎ ǎŜǘ ǘƻ ǘƘŜ άLƴƛǘέ Ǉƻǎƛǘƛƻƴ ŀƴŘ ǘƘŜƴ ǊŜōƻƻǘ ǘƘŜ ƳƻŘǳƭŜ 

 

 

 

 

 

 

 

 

 

 

Step 3: Establish a connection to connect to the ET-7x00/PET-7x00 

CƻǊ ŀ ƳƻǊŜ ŘŜǘŀƛƭŜŘ ŘŜǎŎǊƛǇǘƛƻƴ ƻŦ ǘƘƛǎ ƛƴǎǘǊǳŎǘƛƻƴΣ ǊŜŦŜǊ ǘƻ ǎŜŎǘƛƻƴ ά6.1. Establishing a 

Connectionέ. 

 

https://www.icpdas.com/en/download/show.php?num=3790
https://www.icpdas.com/en/download/show.php?num=3785
https://www.icpdas.com/en/download/show.php?num=2233
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Tips & Warnings 

If the connection ŦŀƛƭǎΣ ƛǘ ƛǎ ǊŜŎƻƳƳŜƴŘŜŘ ǘƻ ŎƭƛŎƪ ǘƘŜ άOptionsέ ŦǊƻƳ ǘƘŜ 

άConfigurationέ ƳŜƴǳ ǘƻ ŎƘŀƴƎŜ ǘƘŜ άResponse Timeoutέ ǎŜǘǘƛƴƎ όŜΦƎΦΣ мнл0 ms). 

You have to delete all files that existed on the ET-7x00/PET-7x00 before uploading 

the firmware. 

 

Step 4: /ƘƻƻǎŜ ά9ǊŀǎŜ 5ƛǎƪέ ŦǊƻƳ ǘƘŜ ά/ƻƳƳŀƴŘέ ƳŜƴǳ 

After establishing a connection, then cƘƻƻǎŜ άErase Diskέ ŦǊƻƳ the άCommandέ menu (or 

right-click on the right of the window) to erase the contents of the flash memory. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 5: Lƴ ǘƘŜ /ƻƴŦƛǊƳ ŘƛŀƭƻƎ ōƻȄΣ ŎƭƛŎƪ ǘƘŜ ά¸Ŝǎέ ōǳǘǘƻƴ ǘƻ ŎƻƴǘƛƴǳŜ. 

After executing the Erase Disk command, the Confirm dialog will appear, and then click the άYesέ 

button to continue erasing the memory contents. 

 

 

 

 

 

 

Right-click the file list 
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Step 6: Select the latest version of the firmware. 

Select the new version of the firmware and click the Upload(F5) button to upload the file to 

ET-7x00/PET-7x00.  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 7: After the update is complete, set the switch on the back of the module to the "Normal" 

position and reboot. 

 

 

 

 

 

 

 

 

 

 

 

1. 

2. 

3. 
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Chapter 7. SCADA and System Integration 

Tools 

ET-7x00/PET-7x00 supports several external tools to aid in developing your applications 

 

7.1. LabVIEW 

 

 

 

 

 

 

 

 

 

 

 

 

LabVIEW is the best way to acquire, analyze, and present data. LabVIEW delivers a graphical 

development environment that can be used to quickly build data acquisition, instrumentation, 

and control systems, boosting productivity and saving development time. With LabVIEW, it is 

possible to quickly create user interfaces that enable interactive control of software systems. To 

specify your system functionality, simply assemble a block diagram ς a natural design notation 

for scientists and engineers. 

 

The document containing the detailed instructions for linking to the ET-7x00/PET-7x00 using the 

Modbus protocol is located at  

https://www.icpdas.com/en/download/show.php?num=1029 

 

 

 

https://www.icpdas.com/en/download/show.php?num=1029
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7.2. OPC Server 

OPC (OLE for Process Control) is the first standard resulting from the collaboration of several 

leading worldwide automation suppliers working in cooperation with Microsoft. Originally 

based on Microsoft's OLE COM (Component Object Model) and DCOM (Distributed Component 

Object Model) technologies, the specification defines a standard set of objects, interfaces, and 

methods for use in process control and manufacturing automation applications to facilitate 

interoperability. 

 

There are many different mechanisms provided by various vendors that allow access to a variety 

of devices via specific applications. However, if an OPC Server is provided for the device, other 

applications will be able to access the OPC Server via the OPC interface. 
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7.3. SCADA 

SCADA stands for Supervisor Control and Data Acquisition. It is a production automation and 

control system based on PCs. 

 

SCADA is wildly used in many fields e.g. power generation, water systems, the oil industry, 

chemistry, and the automobile industry. Different fields require different functions, but they all 

have common features:  

 

ǒ Graphic interface  

ǒ Process mimicking 

ǒ Real-time and historic trend data 

ǒ Alarm system  

ǒ Data acquisition and recording  

ǒ Data analysis 

ǒ Report generator 

 

Accessing the ET-7x00/PET-7x00 module 

SCADA software can access ET-7x00/PET-7x00 devices using Modbus communication protocols 

and can communicate without the need for other software drivers. 

 

 

Famous SCADA software 

Citect, ICONICS, iFIX, InduSoft, Intouch, Entivity Studio, Entivity Live, Entivity VLC, Trace Mode, 

Wizcon, Wonderware, etc. 

 

In the following sections, 3 popular brands of SCADA software are introduced together with 

detailed instructions on how to use them to communicate with ET-7x00/PET-7x00 module using 

the Modbus/TCP protocol. 
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7.3.1. InduSoft 

 

 

 

 

 

 

 

 

 

 

 

 

InduSoft Web Studio ƛǎ ŀ ŎƻƳǇǊŜƘŜƴǎƛǾŜ ǇƭŀǘŦƻǊƳ ǘƘŀǘ ƛƴŎƭǳŘŜǎ ŀƭƭ ǘƘŜ ǘƻƻƭǎ ȅƻǳΩƭƭ ƴŜŜŘ ǘƻ ƳŀƪŜ 

SCADA and HMI applications that have real power behind them. The development environment 

allows you to develop once and deploy anywhere. 

 

InduSoft Web Studio supports all Windows runtime platforms (including 32 and 64-bit), ranging 

from Windows Embedded Compact, Windows Embedded Standard, Windows 8.1/10, and 

Windows Server Editions (Server 2012/2016/2019), along with built-in support for local or 

remote (web) based visualization. 

 

Build powerful graphical displays and take advantage of the 250+ available communication 

drivers for all major PLC products. InduSoft Web Studio includes OPC UA and OPC Classic (HDA 

and DA), trends, alarms, reports, recipes, and built-in SQL database support as standard 

features. 

 

The document containing detailed instructions for linking to the ET-7x00/PET-7x00 module using 

the Modbus protocol is located on  

https://www.icpdas.com/en/faq/index.php?kind=133  

https://www.icpdas.com/en/product/guide+Software+InduSoft+InduSoft
https://www.icpdas.com/en/faq/index.php?kind=133
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7.3.2. Citect 

 

 

 

 

 

 

 

 

 

 

 

Citect SCADA is a fully integrated Human Machine Interface (HMI) / SCADA solution that enables 

users to increase return on assets by delivering a highly scalable, reliable control and monitoring 

system. Easy-to-use configuration tools and powerful features enable rapid development and 

deployment of solutions for any size application. 

 

The document containing detailed instructions for linking to the ET-7x00/PET-7x00 module using 

the Modbus protocol is located on  

https://www.icpdas.com/en/faq/index.php?kind=133  

https://www.icpdas.com/en/product/guide+Software+Development__Tools+Modbus__Tool#1150  

 

https://www.icpdas.com/en/faq/index.php?kind=133
https://www.icpdas.com/en/product/guide+Software+Development__Tools+Modbus__Tool#1150
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7.3.3. iFix 

 

The document containing detailed instructions for linking to the ET-7x00/PET-7x00 module using 

the Modbus protocol is located on  

https://www.icpdas.com/en/faq/index.php?kind=133  

https://www.icpdas.com/en/product/guide+Software+Development__Tools+Modbus__Tool#1150  

 

https://www.icpdas.com/en/faq/index.php?kind=133
https://www.icpdas.com/en/product/guide+Software+Development__Tools+Modbus__Tool#1150
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Appendix A Description of I/O Functions 

A.1. Dual Watchdog 

The Dual Watchdog consists of Module Watchdog and Host Watchdog. 

1. The Module Watchdog is a built-in hardware circuit that will reset the CPU module if a failure 

occurs in either the hardware or the software. If the application does not refresh the 

watchdog timer within 0.8 seconds, the watchdog circuit will initiate a reset of the CPU. 

2. The Host Watchdog is a software function that can be used to monitor the operating status of 

the host. Its purpose is to prevent network communication problems or host failure. If the 

Watchdog timeout interval expires, the module will return all outputs to a predefined Safe 

value (Refer to the Safe Value application note), which can prevent the controlled target from 

an unexpected situation. 
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A.2. Power-on Value 

Many industrial applications require a "safe" start-up condition to prevent accidents at critical 

points in the process. Each ET-7x00/PET-7x00 contains an initial power-on value which is used to 

configure the analog/digital outputs on power up. In other words, the power-on value can be 

considered a start-up value. The power-on value is loaded into the output modules under 3 

conditions: power on, reset by Module Watchdog, and reset by the reset command. 

 

Users can set the power-on value of the specific analog/digital output channel and the power-on 

value is stored in EEPROM. 

 

 

Setting the Power-on Value for a Specific Digital Output Channel 

 

 

 

 

 

 

 

 

 

 

 

 

Step 1: Log into the ET-7x00/PET-7x00 ǿŜō ǇŀƎŜΣ ŀƴŘ ǘƘŜƴ ŎƭƛŎƪ ǘƘŜ άModule I/O Settingsέ 

ƻǇǘƛƻƴ ƛƴ ǘƘŜ άConfigurationέ ǎŜŎǘƛƻƴ ƻŦ ǘƘŜ aŀƛƴ aŜƴǳ. 

Step 2: Enable the Power-ƻƴ ±ŀƭǳŜ ōȅ ŎƘŜŎƪƛƴƎ ǘƘŜ άONέ ǊŀŘƛƻ ōǳǘǘƻƴ. 

Step 3: Clicƪ ǘƘŜ άSubmitέ ōǳǘǘƻƴ ǘƻ ŎƻƳǇƭŜǘŜ ǘƘŜ configuration of the power-on Value. 

 

 

 

 

1. 

2. 

3. 
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Setting the Power-on Value for a Specific Analog Output Channel 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 1:  Log into the ET-7x00/PET-7x00 ǿŜō ǇŀƎŜΣ ŀƴŘ ǘƘŜƴ ŎƭƛŎƪ ǘƘŜ άModule I/O Settingsέ 

option in the άConfigurationέ ǎŜŎǘƛƻƴ ƻŦ ǘƘŜ aŀƛƴ aŜƴǳ. 

Step 2:  Set the Power-ƻƴ ±ŀƭǳŜ ƛƴ ǘƘŜ άPower-on Valueέ ǘŜȄǘ ōƻȄ. 

Step 3:  /ƭƛŎƪ ǘƘŜ άSubmitέ ōǳǘǘƻƴ ǘƻ ŎƻƳǇƭŜǘŜ ǘƘŜ ŎƻƴŦƛƎǳǊŀǘƛƻƴ ƻŦ ǘƘŜ tƻǿŜǊ-on Value and 

save the settings to the EEPROM. 

 

 

3. 

2. 

1. 
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A.3. Safe Value 

When the Host Watchdog is enabled and the communication between the host PC and 

ET-7x00/PET-7x00 modules is broken, the analog/digital output channels can generate a 

predefined value to prevent unpredictable damage to the connected devices. By default, this 

feature is disabled. Users can enable this feature by configuring the Host WDT Timeout. 

 

 

Setting the Safe Value for a Specific Digital Output Channel 

 

 

 

 

 

 

 

 

 

Step 1: Log into the ET-7x00/PET-7x00 ǿŜō ǇŀƎŜΣ ŀƴŘ ǘƘŜƴ ŎƭƛŎƪ ǘƘŜ άModule I/O Settingsέ 

ƻǇǘƛƻƴ ƛƴ ǘƘŜ άConfigurationέ ǎŜŎǘƛon of the Main Menu. 

Step 2: 9ƴŀōƭŜ ǘƘŜ {ŀŦŜ ±ŀƭǳŜ ōȅ ŎƘŜŎƪƛƴƎ ǘƘŜ άONέ ǊŀŘƛƻ ōǳǘǘƻƴ. 

Step 3: /ƭƛŎƪ ǘƘŜ άSubmitέ ōǳǘǘƻƴ ǘƻ ŎƻƳǇƭŜǘŜ ǘƘŜ configuration of the Safe Value. 

 

 

3. 

2. 

1. 
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Setting the Safe Value for a Specific Analog Output Channel 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 1: Log into the ET-7x00/PET-7x00 ǿŜō ǇŀƎŜΣ ŀƴŘ ǘƘŜƴ ŎƭƛŎƪ ǘƘŜ άModule I/O Settingsέ 

ƻǇǘƛƻƴ ƛƴ ǘƘŜ άConfigurationέ ǎŜŎǘƛƻƴ ƻŦ ǘƘŜ aŀƛƴ aŜƴǳ. 

Step 2: {Ŝǘ ǘƘŜ {ŀŦŜ ±ŀƭǳŜ ƛƴ ǘƘŜ άSafe Valueέ ǘŜȄǘ ōƻȄ. 

Step 3: /ƭƛŎƪ ǘƘŜ άSubmitέ ōǳǘǘƻƴ ǘƻ ŎƻƳǇƭŜǘŜ ǘƘŜ ŎƻƴŦƛƎǳǊŀǘƛƻƴ ƻŦ ǘƘŜ {ŀŦŜ ±ŀƭǳŜ ŀƴŘ ǎŀǾŜ ǘƘŜ 

settings to the EEPROM. 

 

 

3. 

2. 

1. 
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A.4. AI High/Low Alarm 

ET-7x00/PET-7x00 module equipped with the High/Low Alarm function. When the alarm 

function is activated, the value of the specified registers is 1. The status of the alarm is the result 

of comparing the analog input value with a given high alarm value or a low alarm value. 

 

Address 00636 to 00667 can be used to enable/disable the AI High Alarm function. 

Address 00668 to 00699 can be used to enable/disable the AI Low Alarm function. 

AI High/Low Alarm Switch Table 

Channel 

Number 

AI High Alarm AI Low Alarm 

Register Description Register Description 

AI0 00636 0: Disable/1: Enable 00668 0: Disable/1: Enable 

AI1 00637 0: Disable/1: Enable 00669 0: Disable/1: Enable 

AI2 00638 0: Disable/1: Enable 00670 0: Disable/1: Enable 

AI3 00639 0: Disable/1: Enable 00671 0: Disable/1: Enable 

AI4 00640 0: Disable/1: Enable 00672 0: Disable/1: Enable 

AI5 00641 0: Disable/1: Enable 00673 0: Disable/1: Enable 

AI6 00642 0: Disable/1: Enable 00674 0: Disable/1: Enable 

AI7 00643 0: Disable/1: Enable 00675 0: Disable/1: Enable 

AI8 00644 0: Disable/1: Enable 00676 0: Disable/1: Enable 

AI9 00645 0: Disable/1: Enable 00677 0: Disable/1: Enable 
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Address 40296 to 40327 records the High Alarm value. Address 40328 to 40359 record the Low 

Alarm value. By default, the High Alarm value is +32767 (0x7FFF) and the low alarm value is 

-32768 (0xFFFF). 

AI High/Low Alarm Value Table 

Channel 

Number 

High Alarm Value of AI Low Alarm Value of AI 

Register Description Register Description 

AI0 40296 -32768 ~ 32767 40328 -32768 ~ 32767 

AI1 40297 -32768 ~ 32767 40329 -32768 ~ 32767 

AI2 40298 -32768 ~ 32767 40330 -32768 ~ 32767 

AI4 40300 -32768 ~ 32767 40332 -32768 ~ 32767 

AI5 40301 -32768 ~ 32767 40333 -32768 ~ 32767 

AI6 40302 -32768 ~ 32767 40334 -32768 ~ 32767 

AI7 40303 -32768 ~ 32767 40335 -32768 ~ 32767 

AI8 40304 -32768 ~ 32767 40336 -32768 ~ 32767 

AI9 40305 -32768 ~ 32767 40337 -32768 ~ 32767 
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The analog input High/Low Alarm contains two alarm types, Momentary Alarm and Latch Alarm. 

Address 00700 of the Modbus register can be used to set the High Alarm type of channel 0 and 

the total number of channels depends on the type of module. Address 00732 of the Modbus 

register can be used to set the Low Alarm type of channel 0. 

AI High/Low Type Value Table 

Channel 

Number 

AI High Alarm Type AI Low Alarm Type 

Register Description Register Description 

AI0 00700 
0: Momentary Mode 

1: Latch Mode 
00732 

0: Momentary Mode 

1: Latch Mode 

AI1 00701 
0: Momentary Mode 

1: Latch Mode 
00733 

0: Momentary Mode 

1: Latch Mode 

AI2 00702 
0: Momentary Mode 

1: Latch Mode 
00734 

0: Momentary Mode 

1: Latch Mode 

AI3 00703 
0: Momentary 

1: Latched 
00735 

0: Momentary 

1: Latched 

AI4 00704 
0: Momentary 

1: Latched 
00736 

0: Momentary 

1: Latched 

AI5 00705 
0: Momentary 

1: Latched 
00737 

0: Momentary 

1: Latched 

AI6 00706 
0: Momentary 

1: Latched 
00738 

0: Momentary 

1: Latched 

AI7 00707 
0: Momentary 

1: Latched 
00739 

0: Momentary 

1: Latched 

AI8 00708 
0: Momentary 

1: Latched 
00740 

0: Momentary 

1: Latched 

AI9 00709 
0: Momentary 

1: Latched 
00741 

0: Momentary 

1: Latched 
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The following are the descriptions for two alarm types. 

Momentary Alarm 

An alarm will be triggered when the analog input value exceeds alarm limits. When the AI value 

is back to normal, the alarm status will automatically be cleared. 

For example: 

If analog input value of channel 0 (Address: 30000) > High Alarm value (Address: 40296), the 

address 10224 is 1, else it is 0. 

If the analog input Value of channel 0 (30000) < Low Alarm value (40328), the address 10256 is 

1, else it is 0. 

 

The address 10224 to 10255 is used to read the status of the high alarm. If a high alarm 

occurred, the Register value is 1. Under normal conditions, the value is 0. The address 10256 to 

10287 is used to read the status of the low alarm. If a low alarm occurred, the Register value is 1. 

Under normal conditions, the value is 0. 

Latch Alarm 

An alarm will be triggered when the analog input value exceeds alarm limits. When the AI value 

is back to normal, the alarm status will keep until the clear command is sent to the specific 

address. 

 

For example: 

If the analog input value of channel 0 (30000) > High Alarm value (40296), the address 10224 is 

1. If the analog input value of channel 0 (30000) < Low Alarm value (40328), the address 10256 

is 1.  

 

The address 10224 to 10255 is used to read the status of the high alarm. In normal conditions, 

the value of the register is 0. If a High alarm occurred, the Register value stays 1 until the status 

of the address(es) 00764 to 00795 is cleared. The address 10256 to 10287 is used to read the 

status of the Low alarm. In normal conditions, the value of the register is 0. If a low alarm 

occurred, the value of the register stays 1 until the status of the address(es) 00796 to 00827 is 

cleared. 
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Setting the High Alarm and Low Alarm for a Specific Analog Input Channel 

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 1: Log into the ET-7x00/PET-7x00 ǿŜō ǇŀƎŜΣ ŀƴŘ ǘƘŜƴ ŎƭƛŎƪ ǘƘŜ άModule I/O Settingsέ 

ƻǇǘƛƻƴ ƛƴ ǘƘŜ άConfigurationέ ǎŜŎǘƛƻƴ ƻŦ ǘƘŜ aŀƛƴ aŜƴǳ. 

Step 2: Set the High Alarm and Low Alarm information in the relevant field. 

Step 3: /ƭƛŎƪ ǘƘŜ άSubmitέ ōǳǘǘƻƴ ǘƻ ŎƻƳǇƭŜǘŜ ǘƘŜ ŎƻƴŦƛƎǳǊŀǘƛƻƴ ƻŦ ǘƘŜ High Alarm and the Low 

Alarm. 

 

 

2. 

1. 

3. 

2. 

3. 



 

ET-7X00/PET-7X00 User Manual P149 

A.5. AI High/Low Latch 

The address 30236 to 30267 records the maximum value of analog inputs and stays the value 

until another maximum input enters. The address 30268 to 30299 records the minimum value 

of analog inputs and stays the value until another minimum input enters. 

 

Monitoring the Alarm Status for a Specific Analog Input Channel 

/ƭƛŎƪ ǘƘŜ άWeb HMIέ ƛǘŜƳ ŦǊƻƳ ǘƘŜ άWeb HMIέ ƳŜƴǳΦ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Step 1: Log into the ET-7x00/PET-7xлл ǿŜō ǇŀƎŜΣ ŀƴŘ ǘƘŜƴ ŎƭƛŎƪ ǘƘŜ άModule I/O Settingsέ 

ƻǇǘƛƻƴ ƛƴ ǘƘŜ άConfigurationέ ǎŜŎǘƛƻƴ ƻŦ ǘƘŜ aŀƛƴ aŜƴǳΦ 

Step 2: aƻƴƛǘƻǊ ǘƘŜ ŀƭŀǊƳ ǎǘŀǘǳǎ ōȅ ǾƛŜǿƛƴƎ ǘƘŜ άAnalog Inputsέ ƎǊƻǳǇ ǘŀōƭŜ. 

 

1. 

2. 
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Appendix B Analog Input Type and Data 

Format Table 

Type 
Code 

Input Range Data Format +F.S -F.S 

00 -15 ~  +15 mA 
Engineering Unit +15000 -15000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

01 -50 ~  +50 mA 
Engineering Unit +5000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

02 -100 ~  +100 mV 
Engineering Unit +10000 -10000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

03 -500 ~  +500 mV 
Engineering Unit +5000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

04 -1 ~  +1 V 
Engineering Unit +10000 -10000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

05 -2.5 ~  +2.5 V 
Engineering Unit +25000 -25000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

06 -20 ~  +20 mA 
Engineering Unit +20000 -20000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

07 +4 ~  +20 mA 
Engineering Unit +20000 +4000 

нΩǎ ŎƻƳǇ I9· FFFF 0000 

08 -10 ~  +10 V 
Engineering Unit +10000 -10000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

09 -5 ~  +5 V 
Engineering Unit +5000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

0A -1 ~  +1 V 
Engineering Unit +10000 -10000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

0B -500 ~  +500 mV 
Engineering Unit +5000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

0C -150 ~  +150 mV 
Engineering Unit +15000 -15000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

0D -20 ~  +20 mA 
Engineering Unit +20000 -20000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 
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Type 
Code 

Input Range Data Format +F.S -F.S 

1A 0 ~  +20 mA 
Engineering Unit +20000 0 

нΩǎ ŎƻƳǇ I9· FFFF 0000 

0E 
Type J Thermocouple 

-210 ~  760°C 

Engineering Unit +7600 -2100 

нΩǎ ŎƻƳǇ I9· 7FFF DCA2 

0F 
Type K Thermocouple  

-270 ~  1372°C 

Engineering Unit +13720 -2700 

нΩǎ ŎƻƳǇ I9· 7FFF E6D0 

10 
Type T Thermocouple  

-270 ~  400°C 

Engineering Unit +4000 -2700 

нΩǎ ŎƻƳǇ I9· 7FFF A99A 

11 
Type E Thermocouple  

-270 ~  1000°C 

Engineering Unit 10000 -2700 

нΩǎ ŎƻƳǇ I9· 7FFF DD71 

12 
Type R Thermocouple 

0 ~  1768°C 

Engineering Unit +17680 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

13 
Type S Thermocouple 

0 ~  1768°C 

Engineering Unit +17680 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

14 
Type B Thermocouple 

0 ~  1820°C 

Engineering Unit +18200 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

15 
Type N Thermocouple 

-270 ~  1300°C 

Engineering Unit +13000 -2700 

нΩǎ ŎƻƳǇ I9· 7FFF E56B 

16 
Type C Thermocouple 

0 ~  2320°C 

Engineering Unit +23200 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

17 
Type L Thermocouple 

-200 ~  800°C 

Engineering Unit +8000 -2000 

нΩǎ ŎƻƳǇ I9· 7FFF E000 

18 
Type M Thermocouple  

-200 ~  100°C 

Engineering Unit +10000 -20000 

нΩǎ ŎƻƳǇ I9· 4000 8000 

19 Type L DIN43710 

Thermocouple -200 ~  900°C 

Engineering Unit 9000 -2000 

нΩǎ ŎƻƳǇ I9· FFFF E38E 

20 
tƭŀǘƛƴǳƳ млл ʰҐлΦллоур  

-100 ~ 100°C 

Engineering Unit +10000 -10000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

21 
Platinum 100 h ҐлΦлло85  

0 ~ 100°C 

Engineering Unit +10000 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 
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Type 
Code 

Input Range Data Format +F.S -F.S 

22 
tƭŀǘƛƴǳƳ млл ʰҐлΦлло85  

0 ~ 200°C 

Engineering Unit +20000 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

23 
tƭŀǘƛƴǳƳ млл ʰҐлΦлло85 

0 ~ 600°C 

Engineering Unit +6000 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

24 
Platinum 100 h ҐлΦлло916 

-100 ~ 100°C 

Engineering Unit +10000 -10000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

25 
Platinum 100 h ҐлΦлло916 

0 ~ 100°C 

Engineering Unit +10000 0 

нΩǎ Ŏƻmp HEX 7FFF 0000 

26 
Platinum 100 h ҐлΦлло916 

0 ~ 200°C 

Engineering Unit +20000 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

27 
Platinum 100 h ҐлΦлло916 

0 ~ 600°C 

Engineering Unit +6000 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

28 
Nickel 120 
-80 ~ 100°C 

Engineering Unit +10000 -8000 

нΩǎ ŎƻƳǇ I9· 7FFF 999A 

29 
Nickel 120 
0 ~ 100°C 

Engineering Unit +10000 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

2A 
Platinum 1000 h ҐлΦлло85 

-200 ~ 600°C 

Engineering Unit +6000 -2000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

2B 
Cu 100 h ҐлΦллпнм 

-20 ~ 150°C 

Engineering Unit +15000 -2000 

нΩǎ ŎƻƳǇ I9· 7FFF EEEF 

2C 
Cu 100 h ҐлΦллпн7 

0 ~ 200°C 

Engineering Unit +20000 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

2D 
Cu 1000 h ҐлΦллпнм 

-20 ~ 150°C 

Engineering Unit +15000 -2000 

нΩǎ ŎƻƳǇ I9· 7FFF EEEF 

2E 
Platinum 1000 h ҐлΦлло85 

-200 ~ 200°C 

Engineering Unit +20000 -20000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

2F 
Platinum 1000 h ҐлΦллофмс 

-200 ~ 200°C 

Engineering Unit +20000 -20000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

60 
PreCon Type III 10K@25°C, 

-30°F ~ 240°F 

Engineering Unit +24000 -3000 

нΩǎ ŎƻƳǇ I9· 7FFF F000 

61 
Fenwell Type U 2K@25°C, 

-50°C ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 
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Type 
Code 

Input Range Data Format +F.S -F.S 

62 
Fenwell Type U 2K@25°C, 

0°C ~ 150°C 

Engineering Unit +15000 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

63 
YSI L Mix 100@25°C, 

-80°C ~ 100°C 

Engineering Unit 10000 -8000 

нΩǎ ŎƻƳǇ HEX 7FFF 999A 

64 
YSI L Mix 300@25°C, 

-80°C ~ 100°C 

Engineering Unit +10000 -8000 

нΩǎ ŎƻƳǇ I9· 7FFF 999A 

65 
YSI L Mix 1000@25°C, 

-70°C ~ 100°C 

Engineering Unit +10000 -7000 

нΩǎ ŎƻƳǇ I9· 7FFF A667 

66 
YSI B Mix 2252@25°C, 

-50°C ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

67 
YSI B Mix 3000@25°C, 

-40°C ~ 150°C 

Engineering Unit +15000 -4000 

нΩǎ ŎƻƳǇ I9· 7FFF DDDE 

68 
YSI B Mix 5000@25°C, 

-40°C ~ 150°C 

Engineering Unit +15000 -4000 

нΩǎ ŎƻƳǇ I9· 7FFF DDDE 

69 
YSI B Mix 6000@25°C, 

-30°C ~ 150°C 

Engineering Unit +15000 -3000 

нΩǎ ŎƻƳǇ I9· 7FFF E667 

6A 
YSI B Mix 10000@25°C, 

-30°C ~ 150°C 

Engineering Unit +15000 -3000 

нΩǎ ŎƻƳǇ I9· 7FFF E667 

6B 
YSI H Mix 10000@25°C, 

-30°C ~ 150°C  

Engineering Unit +15000 -3000 

нΩǎ ŎƻƳǇ I9· 7FFF E667 

6C 
YSI H Mix 30000@25°C, 

-10°C ~ 200°C 

Engineering Unit +20000 -1000 

нΩǎ ŎƻƳǇ I9· 7FFF F99A 

70 
User-defined,  
-50°C ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

71 
User-defined,  
-50°C ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

72 
User-defined,  
-50°C ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

73 
User-defined,  
-50°C ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

74 
User-defined,  
-50°C ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 
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Type 
Code 

Input Range Data Format +F.S -F.S 

75 
User-defined,  
-50°C ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

76 
User-defined,  
-50°C ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

77 
User-defined,  
-50°C ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

80 
Platinum 100 h ҐлΦлло85 

-200 ~ 600°C 

Engineering Unit +6000 -2000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

81 
tƭŀǘƛƴǳƳ млл ʰҐлΦллофмс 

-200 ~ 600°C 

Engineering Unit +6000 -2000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

82 
Cu 50 

-50 ~ 150°C 

Engineering Unit +15000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 

83 
Nickel 100 

-60 ~ 180°C 

Engineering Unit +18000 -6000 

нΩǎ ŎƻƳǇ I9· 7FFF D556 
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Appendix C Analog Output Type and Data 

Format Table 

Type Code Output Range Data Format +F.S -F.S 

30 0 ~  +20 mA 
Engineering Unit +20000 0 

нΩǎ ŎƻƳǇ I9· FFFF 0000 

31 4 ~  +20 mA 
Engineering Unit +20000 4000 

нΩǎ ŎƻƳǇ I9· FFFF 0000 

32 0 ~  +10 V 
Engineering Unit +10000 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

33 -10 ~  +10 V 
Engineering Unit +10000 -10000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 

34 0 ~  +5 V 
Engineering Unit +5000 0 

нΩǎ ŎƻƳǇ I9· 7FFF 0000 

35 -5 ~  +5 V 
Engineering Unit +5000 -5000 

нΩǎ ŎƻƳǇ I9· 7FFF 8000 
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Appendix D Convert Modbus Data to the 

Actual Value 

This chapter describes how to convert Modbus raw data read by ET-7000 into actual voltage, 

current, or temperature values. 

 

On the Module I/O Settings page, check the Range and Data Format settings in the Analog 

Input Setting section. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

The following example shows how to convert the Modbus data to a voltage value.  

Type 
Code 

Input Range Data Format Min. Max. 

08 -10 ~ +10 V 
Engineering -10000 +10000 

нΩǎ /ƻƳǇƭŜƳŜƴǘ 8000 7FFF 
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The user can get the input voltage with the following formula. 

Actual value 

= 

Modbus Raw Data (decimal) 

Max. value of input range Max. raw data value (decimal) 

 

Actual value 

= 

19661 (4CCD in hexadecimal) 

10 32767 (7FFF in hexadecimal) 

 

 

 

 

 

 

 

 

 

 

 

For example, if the Modbus Raw Data read by the module is 0x200E, the Actual Value of the 

input voltage is 2.5 (V). 

 

Actual value 

= 

8206 (200E in hexadecimal) 

10 32767 (7FFF in hexadecimal) 

 

 

 

 

 

 

 

 

Raw Data 

Input Voltage 

10 V 

-10 V 

-32768 (0x8000) 32767 (0x7FFF) 

Actual value (6.0 V) 

0x4CCD 

Actual value = 6.0 (V) 

Actual value = 2.5 (V) 
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The following example shows how to convert the Modbus data to a current value.  

Type 
Code 

Input Range Data Format Min. Max. 

07 4 ~ 20 mA 
Engineering 4000 20000 

нΩǎ /ƻƳǇƭŜƳŜƴǘ 0x0000 0xFFFF 

 
For example, if the Modbus Raw Data read by the module is 0x7FFF, the Actual Value of the 
input current is 12.0 (mA). 
 

Actual value = 4 + (20 - 4) X 
32767 (7FFF in hexadecimal) 

65535 (FFFF in hexadecimal) 

 

 

 

 

 

 

 
The following example shows how to convert the Modbus data to a temperature value.  

Type 
Code 

Input Range Data Format Min. Max. 

0F 
Type K Thermocouple 
πнтл Ϥ мотнϲ/ 

Engineering -2700 13720 

нΩǎ /ƻƳǇƭŜƳŜƴǘ 0xE6D0 0x7FFF 

 

The user can get the input temperature with the following formula. 

Actual value 
= 

Max. value of input range 

Modbus Raw Data (decimal) Max. raw data value (decimal) 

 

For example, if the Modbus Raw Data read by the module is 0x00EE, the Actual Value of the 

input current is 23.8 (°C). 

 

Actual value 
= 

1372 

238 (00EE in hexadecimal) 13720 

 

Actual value = 12.0 (mA) 

Actual value = 23.8 (°C) 
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Appendix E Network Address Translation 

For a computer to communicate with ET-7x00/PET-7x00 modules on the Internet, ET-7x00/ 

PET-7x00 modules must have a public IP address. It works like your street address - as a way to 

find out exactly where you are and deliver information to you. 

 

Network Address Translation (NAT) allows a single device, such as a router, to act as an agent 

between the Internet (or "public network") and a local (or "private" ) network. This means that 

only a single, unique IP address is required to represent an entire group of computers. 

 

A type of NAT in which a private IP address is mapped to a public IP address, where the public 

address is always the same IP address (i.e., it has a static address). This allows an internal host, 

such as an ET-7x00/PET-7x00 module, to have an unregistered (private) IP address and still be 

reachable over the Internet. 

 

 

 






